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[KEY - EXISTING WALL TYPES]

Wall Type 1A
Insulated render (combustible) on SFS
To be replaced with A1 fire rated render system

Wall Type 1B
Insulated render (combustible) on brickwork
To be replaced with A1 fire rated render system

Wall Type 2
Timber skirting below insulated render (combustible)
To be replaced with A1 fire rated render system

Wall Type 3
Curtain wall (non-combustible)
No work to be carried out

Wall Type 4
Zinc cladding at floor zone (combustible)
To be replaced with A1 fire rated zinc cladding system

Wall Type 5

Vertical standing seam zinc cladding (with combustible
sheathing board)

To be replaced with A1 fire rated zinc cladding system to
allow fitting on new cavity barriers
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Wall Type 6
Facing brickwork (non-combustible)
No work to be carried out

Wall Type 7
Stone work (non-combustible)
No work to be carried out

Wall Type 8
Concrete (non-combustible)
No work to be carried out

Type 9
Timber Deck (combustible)
To be replaced
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