
Notes: 
Selections: The units have been selected based on the details submitted with your enquiry and our subsequent correspondence.  
The atmosphere side attenuators (Att 1, 4 & 6) have not changed and all meet the required 45dB as outlined in the acoustic report. This is at 20m however 
the nearest existing residential receptors are circa 36m away hence we have a little safety margin built in. 
We have given approximate noise levels for the Roomside attenuators and would need fully detailed duct layout drawings detailing No. of rooms, grille’s etc 
for us to confirm our selections.  
Our selections are all based upon that the bypass fan and the AHU fan will not be running at the same time. 
Construction: The units would be standard construction do DW144. 
 


