
 

 

 

 

 

 

 

 

 

 

 

Embassy Village, Dawson Street, 

Manchester 

Listed Consent Details 
 

Curtins Ref: 077442-CUR-XX-XX-RP-C-92001 

Revision: V01 

Issue Date: 27 June 2024 

 

 

Site Address: Embassy Village, Dawson Street, Manchester 

 

 

 

 

 

 

 

 

 

S
o

p
h

o
s
 I

n
te

rn
a
ti

o
n

a
l 

 
Im

p
e

ri
a

l 
W

e
s

t 

Curtins 

Merchant Exchange 

17-19 Whitworth Street West 

Manchester, M1 5WG 

Tel: 0161 236 2394 

www.curtins.com 

 STRUCTURES • TRANSPORT PLANNING • ENVIRONMENTAL • CIVILS & INFRASTRUCTURE • EXPERT ADVICE • SUSTAINABILITY • STAKEHOLDER ENGAGEMENT 

Birmingham • Bristol • Cardiff • Douglas • Dublin • Edinburgh • Glasgow • Kendal • Leeds • Liverpool • London • Manchester • Nottingham  

 

 



 

i 

 

Embassy Village, Dawson Street, Manchester 

Listed Consent Details 

 

Listed Consent Details 

 

 

 

 

 

 

 

Control Sheet 

Rev Description Issued by Checked Date 

V01 Issued for Listed Consent Condition CG AR 27/06/2024 

 

This report has been prepared for the sole benefit, use, and information for the client.  The liability of Curtins 

with respect to the information contained in the report will not extend to any third party.  

 

Author Signature Date 

Chloé Grimsley 
BSc (Hons)  
Principal Engineer  

27 June 2024 

 

Reviewed Signature Date 

Andrew Rain 
BEng (Hons) CEng MICE 
Design Director  

27 June 2024 

 

 

 

 

 

 

  



 

ii 

 

Embassy Village, Dawson Street, Manchester 

Listed Consent Details 

 

Listed Consent Details 

 

 

 

 

 

 

 

Table of contents 
1.0 Introduction .............................................................................................................................................. 1 

1.1 Project Background .......................................................................................................................... 1 

1.2 Scope of Report ............................................................................................................................... 1 

1.3 Proposed Development .................................................................................................................... 1 

2.0 Proposed Works ...................................................................................................................................... 3 

2.1 Description of Works ........................................................................................................................ 3 

2.2 Proposed Outfall Strategy ................................................................................................................ 3 

 

 

 

Appendices 

Appendix A 

Proposed Site Layout 

 

Appendix B 

Listed Consent Details 

 

Appendix C 

Proposed Drainage Strategy 

 

Appendix D 

Trial Pit Logs – TPC, TPF, TPG 

 

 

 

 



 

1 

 

Embassy Village, Dawson Street, Manchester 

Listed Consent Details 

 

Listed Consent Details 

 

 

 

 

 

 

 

1.0 Introduction 

1.1 Project Background 

1.1.1 Curtins was appointed by Embassy to provide a report for submission to support discharge pf condition 

3a, 3b,3c,3d of Listed Decision Notice 129924/LO/2021 in relation to the proposed development of land 

at Dawson Street, Manchester known as Embassy Village. 

1.1.2 The report is based on currently available information and preliminary discussions. 

1.1.3 Proposals contained or forming part of this report represent the design intent and may be subject to 

alteration or adjustment in completing the detailed design for this project. Where such adjustments are 

undertaken as part of the detailed design and are deemed a material deviation from the intent contained 

in this document, prior approval shall be obtained from the relevant authority in advance of commencing 

such works. 

1.1.4 Where the proposed works to which this report refers are undertaken more than twelve months following 

the issue of this report, Curtins shall reserve the right to re-validate the findings and conclusions by 

undertaking appropriate further investigations at no cost to Curtins. 

1.2 Scope of Report 

1.2.1 This report shall apply to the below ground surface water outfall into the Hulme Lock Canal. 

1.2.2 The construction is to be undertaken strictly in accordance with the design drawings (unless these have 

been modified by instructions from the Engineer) and is to be to the complete satisfaction of the 

Engineer in conjunction with any requirements from Peel/Manchester Ship Canal Company (MSCC). 

1.2.3 Unless specified otherwise in this Specification the materials and workmanship shall comply with all 

relevant British Standards and Codes of Practices and associated Curtins Specification for drainage. 

1.2.4 The Contractor must give adequate notice to Peel/MSCC of the proposed works on the outfall. The 

Contractor shall afford Peel/MSCC access to inspect the works as required and shall ensure that 

appropriate agreements for temporary and permanent works are in place prior to construction. 

1.2.5 Construction Methodology is to be confirmed by Vermont Construction. 

1.3 Proposed Development 

1.3.1 The development comprises a full planning application for a 40-pod homeless support centre. There 

are currently two structural solutions for the delivery of the pod the first and preferred is the use of a 

typical brick and block solution, the alternative involves the upcycling of 20ft x 10ft shipping containers. 

The Pods will sit below the northern viaduct, while the space below the southern viaduct and adjacent 
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to the Hulme Branch Canal will be developed to create, a “Village Hall”, recreational space and teaching 

space. 

1.3.2 The Listed Consent is for the installation of drainage infrastructure adjacent and within the Canal Wall. 

1.3.3 The Proposed Site Layout is enclosed in Appendix A. 
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2.0 Proposed Works 

2.1 Description of Works 

2.1.1 The proposal is to form a new 300mm surface water drainage pipe through the existing canal wall with 

a flap valve or mesh screen on the outlet interface with the water edge (type to be agreed with 

Peel/MSCC). 

2.1.2 The existing and proposed arrangement, sections and elevation details are enclosed in Appendix B. 

2.2 Proposed Outfall Strategy 

2.2.1 The proposed drainage design is to a Stage 4 Detailed design stage based on the current Landscape 

Arrangement and a copy of the drainage layout is enclosed in Appendix C. 

2.2.2 The proposed invert level is designed at 24.845m, which is to be as shallow as physically possible to 

achieve minimum gradients for velocities. 

2.2.3 The proposed ground level at the outfall at 25.990m has been taken from the current Landscape 

Arrangement and proposed levels at the outfall are based on existing ground levels on site. 

2.2.4 A Site investigation has been undertaken in areas across the site, however the existing wall construction 

has not yet been proven at the outfall location. Based on trial pit information completed to date along 

with the earlier Heritage Statement, it is anticipated that the wall consists of approximately 200mm thick 

brickwork facing and a 200mm concrete backing.  

2.2.5 Refer to the Trial Pit Logs TPC, TPF and TPG, enclosed in Appendix D. 

2.2.6 Construction Methodology is to be confirmed by Vermont Construction. 
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Appendix A 

Proposed Site Layout 
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Proposed Drainage Strategy 
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WITHIN THE SUB-BASE MATERIAL.

RUBBER FILLED ARTIFICIAL GRASS AND SHOCK PAD BY
OTHERS
25mm PA 6 OR 10 OPEN SURF 70/100 BS EN 13108-7
40mm AC 20 OPEN BIN 160/220 TO PD 6691 ANNEX B
300mm COARSE AGGREGATE 4–20 mm 4/20) (BS
7533-13:2009) OR TYPE 3 SUB-BASE 0–40 mm (0/40) (DfT,
1998)
IMPERMEABLE MEMBRANE

PROPOSED RODDING EYE

PROPOSED FOUL WATER GULLY

PROPOSED SOFT LANDSCAPE BASED ON PLANIT FINAL
LANDSCAPE SCHEME

PROPOSED FOUNDATIONS

EXISTING BRIDGE STANCHIONS TAKEN FROM TOPO
SURVEY

POTENTIAL VIADUCT FOUNDATION CONSTRAINT.
ASSUMED 3m OFFSET.

PROPOSED LANDSCAPE LEVELS

PROPOSED OUTFALL THROUGH EXISTING WALL

PROPOSED FLAP VALVE OR MESH SCREEN TO BE AGREED
IWTH MSCC/PEEL
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Merchant Exchange
17-19 Whitworth Street West
Manchester
M1 5WG
0161 236 2394
manchester@curtins.com
www.curtins.com
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P01 STAGE 4 DRAFT - ISSUED FOR PLANNING CONDITION DISCHARGE 31/01/24 CS CG

P02 STAGE 4 DRAFT -  UPDATED TO LANDSCAPING LEVELS 01/03/24 CG CG

P03 STAGE 4 DRAFT -  FOUL OUTFALL UPDATED 25/04/24 CG CG

P04 STAGE 4 DRAFT - SURFACE WATER INVERT LEVELS UPDATED 21/06/24 JC CG
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1. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH ALL RELEVANT
ARCHITECTS AND ENGINEERS DRAWINGS AND SPECIFICATIONS.

2. DO NOT SCALE THIS DRAWING. ANY AMBIGUITIES, OMISSIONS AND
ERRORS  ON DRAWINGS SHALL BE BROUGHT TO THE ENGINEERS
ATTENTION  IMMEDIATELY. ALL DIMENSIONS MUST BE
CHECKED / VERIFIED ON SITE.

3. DESIGN BASED ON TOPOGRAPHICAL SURVEY AND CCTV SURVEY
INFORMATION AVAILABLE AT THE TIME OF THE DESIGN.

4. ALL DIMENSIONS ARE IN METRES AND LEVELS IN METRES ABOVE
ORDNANCE DATUM UNLESS OTHERWISE NOTED.

5. REFER TO NOTES DRAWING 077442-CUR-XX-XX-D-C-92510.

DESIGN PHILOSOPHY
SURFACE WATER DESIGN
THE DESIGN PROVIDES CAPACITY UP TO THE 100 YEAR 40% CLIMATE
CHANGE EVENT.
SW FLOW RATE IS NOT RESTRICTED BASED ON THE OUTFALL BEING
SURCHARGED WITHIN THE CANAL
OUTFALL DETAILS TO BE AGREED WITH MSCC/PEEL PORTS. TBC
FOLLOWING FURTHER DESIGN AND SURVEY WORK.
POLLUTION TREATMENT: N/A
SUSTAINABLE DRAINAGE: PERMEABLE PAVING
INFILTRATION IS NOT CONSIDERED APPROPRIATE FOR THIS SCHEME.

FOUL WATER DESIGN
FW PEAK FLOW RATE:TBC
OUTFALL: MH6602 WATER STREET (TO BE AGREED WITH UNITED
UTILITIES AND SUBJECT TO OFF SITE INVESTIGATIONS).
LEVELS INDICATE THAT PUMPING WILL BE REQUIRED.
FOUL WATER STORAGE REQUIRED: 6.15m3 (24 HOURS FLOW AS
REQUIRED. BY BUILDING REGS). STORAGE BASED ON 150L PER PERSON
PER DAY. MAXIMUM OCCUPANCY BASED ON 41 PEOPLE ONSITE.

SEE CURTINS DRAWING 077442-CUR-XX-XX-D-C-92501
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Embassy Village, Dawson Street, Manchester 

Listed Consent Details 

 

Listed Consent Details 

 

 

 

 

 

 

 

Appendix D 

Trial Pit Logs – TPC, TPF, TPG 

















 

 

Our Locations 

  

Birmingham 

2 The Wharf 

Bridge Street 

Birmingham   

B1 2JS 

T. 0121 643 4694 

birmingham@curtins.com 

 

 

Kendal 

28 Lowther Street 

Kendal 

Cumbria   

LA9 4DH 

T. 01539 724 823 

kendal@curtins.com 

Bristol 

Quayside  

40-58 Hotwell Road   

Bristol 

BS8 4UQ 

T. 0117 302 7560  

bristol@curtins.com 

 

 

Leeds 

Rose Wharf 

Ground Floor 

Leeds   

L29 8EE 

T. 0113 274 8509 

leeds@curtins.com 

 

Cardiff 

3 Cwrt-y-Parc 

Earlswood Road 

Cardiff 

CF14 5GH 

T. 029 2068 0900 

cardiff@curtins.com 

 

 

Douglas 

Varley House 

29-31 Duke Street 

Liverpool 

Curtin House 

Columbus Quay 

Riverside Drive 

Liverpool   

L3 4DB 

T. 0151 726 2000 

liverpool@curtins.com 

 

 

London 

40 Compton Street 

Douglas   

Isle of Man   

IM1 2AZ 

T. 01624  624 585 

douglas@curtins.com 

 

 

Dublin 

39 Fitzwilliam Square 

London  

EC1V 0BD 

T. 020 7324 2240 

london@curtins.com  

 

 

Manchester 

Merchant Exchange 

17-19 Whitworth Street West 

Dublin 2 

Ireland 

T. 00353 1 507 9447 

dublin@curtins.com  

 

 

Edinburgh 

1a Belford Road 

Edinburgh 

Manchester  

M1 5WG 

T. 0161 236 2394 

manchester@curtins.com 

 

 

Nottingham 

56 The Ropewalk 

Nottingham   

EH4 3BL 

T. 0131 225 2175 

edinburgh@curtins.com 

 

 

NG1 5DW 

T. 0115 941 5551 

nottingham@curtins.com  

Glasgow 

Queens House 

29 St Vincent Place 

Glasgow 

G1 2DT  

T. 0141 319 8777 

glasgow@curtins.com 

 

Registered in England and Wales number: 2054159  
Registered office: Curtin House, Columbus Quay, Riverside Drive, Liverpool L3 4DB 
 

mailto:bristol@curtins.com
mailto:cardiff@curtins.com
mailto:liverpool@curtins.com
mailto:douglas@curtins.com
mailto:edinburgh@curtins.com

	2596-PLA-XX-XX-DR-L-3000-Levels Plan
	2596-PLA-XX-XX-DR-L-3000-Levels Plan
	Viewport-12
	Viewport-13


	077442-CUR-XX-XX-DR-C-92525_P01 Listed Consent Details
	Sheets and Views
	92525


	077442-CUR-XX-XX-DR-C-92500_P04 Drainage Layout
	Sheets and Views
	92500


	TP Layout
	TP Logs

