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KITCHEN COLDROOM HEAT REJECTION 
ZONE. TO BE CONFIRMED AWAITING 
KITCHEN CONSULTANT REQUIREMENTS.
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2No. 450x100mm VRF PIPEWORK 
CONTAINMENT FB RISES TO LL TO 
ENTER RISER
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SMOKE VENT RISER
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ZONE FOR KITCHEN COLDROOM 
REFRIGERANT PIPEWORK

STEP-OVER ZONE

STEP-OVER ZONE



STRUCTURAL ENGINEER TO 
REVIEW AND CONFIRM ALL 
MAIN PLANT LOADINGS AND 

PLANT SUPPORT REQUIREMENTS

LEGEND:   

XXX UAFFL

XXX CAFFL

LEVEL OF MECHANICAL, ELECTRICAL OR 
PUBLIC HEALTH SERVICE 
'UNDERSIDE ABOVE FINISHED FLOOR LEVEL'

LEVEL OF MECHANICAL, ELECTRICAL OR 
PUBLIC HEALTH SERVICE 
'CENTRE ABOVE FINISHED FLOOR LEVEL'

XXX ILAFFL LEVEL OF DRAINAGE SERVICE 
'INVERT LEVEL ABOVE FINISHED FLOOR LEVEL'

MECHANICAL NOTES:

ELECTRICAL NOTES: 
1.

2.

3.

4.

ALL CABLE TRAYS TO BE COMPLIANT WITH BS1449-1, 
HOT DIPPED GALVANIZED TO BS EN ISO 1461 & BSEN 
61532.
ALL CABLE TRAYS TO BE BONDED & EARTHED 
THROUGHOUT THE LENGTH OF RUN, TO MAINTAIN THE 
EARTH INTEGRITY.  
ENSURE THAT MINIMUM SEPARATION DISTANCES IS 
MAINTAINED BETWEEN THE LOW VOLTAGE & EXTRA LOW 
VOLTAGE SYSTEM THROUGHOUT THE LENGTH OF RUN.   
MOVEMENT JOINTS TO BE  PROVIDED & INSTALLED WHERE 
ANY CABLES/CONTAINMENT CROSSES ANY MOVEMENT 
JOINTS.  

    

1.
2.

3.

4.

5.

6.

DO NOT SCALE OFF THIS DRAWING.  
THIS DRAWING IS TO BE READ IN CONJUNCTION WITH ALL 
ARCHITECTURAL AND STRUCTURAL ENGINEERS’  
DRAWINGS AND ASSOCIATED SERVICES DRAWINGS.    
ATTENUATION TO BE PROVIDED WHERE INDICATED AND 
TO THE ACOUSTICIAN’S SPECIFICATION.   
MECHANICAL EQUIPMENT TO BE SUPPORTED ON 
PROPRIETARY MOUNTING SYSTEM COMPLETE WITH 
ASSOCIATED VIBRATION ISOLATION EQUIPMENT.  
SMOKE VENTILATION AND CONTROL EQUIPMENT BY 
SPECIALIST DESIGNER.
ALL FIRE AND FIRE SMOKE DAMPERS TO HAVE ACCESS 
FOR INSPECTION AND TESTING LOCALLY WITHIN DUCT.
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