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FOURTH FLOOR FIRE ALARM LAYOUT
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FIRE ALARMS

MAIN FIRE ALARM PANEL (CIE)

FIRE ALARM REPEATER PANEL (CIE)

SMOKE DETECTOR OPTICAL

SMOKE DETECTOR OPTICAL IN CEILING VOID
SMOKE DETECTOR OPTICAL WITH SOUNDER BASE
COMBINED SMOKE DETECTOR & VAD

COMBINED SMOKE DETECTOR, VAD & SOUNDER

HEAT DETECTOR (F = FIXED TEMP. R = RATE OF RISE)

HEAT DETECTOR WITH SOUNDER BASE.
(F = FIXED TEMP. R = RATE OF RISE)

COMBINED HEAT DETECTOR & VAD.
(F = FIXED TEMP. R = RATE OF RISE)

COMBINED HEAT DETECTOR, VAD & SOUNDER.
(F = FIXED TEMP. R = RATE OF RISE)

FLAME DETECTOR

GAS DETECTOR
INTERFACE UNIT
INTERFACE UNIT

ZONE ISOLATOR UNIT
MAGNETIC DOOR HOLDER

MANUAL CALL POINT

WALL MOUNTED ELECTRONIC SOUNDER

WALL ELECTRONIC SOUNDER AND VAD

WALL MOUNTED VAD

FIRE ALARM POWER SUPPLY UNIT

JUNCTION BOX
(ALL CONNECTION TO BE IN PORCELAIN CONNECTORS)

REMOTE INDICATOR

POWER RESET BUTTON
DISABLED TOILET CALL SYSTEM POWER UNIT

DISABLED TOILET CALL SYSTEM PULL CORD AND
REASSURANCE LIGHT

[+]or  DISABLED TOILET CALL SYSTEM RESET BUTTON
/0% DISABLED TOILET CALL SYSTEM COMBINED LAMP AND
BUZZER UNIT
[ic] INTERCOM
DISABLED REFUGE CALL POINT
Rl  DISABLED REFUGE PANEL
(> BELL/BUZZER
ABBREVIATIONS
ACC - ACCESS CONTROL
AOV - AUTOMATIC OPENING VENT
FS - FIRE SHUTTER
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