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CONSULTANTS

Building Services Consulting Engineers
148 Stockport Road
Cheadle, Cheshire. SK8 2DP
Tel. 0161 283 2882 Fax 0161 282 8825

Web Site: www.ecs-ecs.co.uk Email: sales@ecs-ecs.co.uk

JOB NO.

24/100/OR [24/100/OR/EP/0124_100_OR_EP 01 P1

DRAWING NO. COMPUTER FILE REVISION

MCC Planners Information Request |7

DATE SCALE DRAWN CHECKED
April. 2024| 1:50 @ A0 J.M. G.M.
Heaton Park Orangery CfA

1ISO 9001

13/0571

DRAWING TITLE

Orangery
Containment, Electrical Ducting and
Excavation Layout

consultancy engineering business emvironment



http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
http://www.cesacad.com/interface/quickrouteframe.asp?supplieroption=69
AutoCAD SHX Text
1953.3 [76.4]

AutoCAD SHX Text
DATE

AutoCAD SHX Text
JOB NO.

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
DRAWN

AutoCAD SHX Text
CHECKED

AutoCAD SHX Text
DRAWING TITLE

AutoCAD SHX Text
JOB TITLE

AutoCAD SHX Text
DRAWING NO.

AutoCAD SHX Text
COMPUTER FILE

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
A0

AutoCAD SHX Text
STATUS

AutoCAD SHX Text
Rev.

AutoCAD SHX Text
Description

AutoCAD SHX Text
Revised By

AutoCAD SHX Text
Date


	Sheets and Views
	Basement 1 of 2


