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This Drawing shall be issued only for the purpose intended

Revisions
Index Description Déf]‘:’t‘)f‘ R:‘)’,‘d Date
P1 | PRELIMINARY ISSUE LN DC ]08.09.23
P2 | PRELIMINARY ISSUE LN DC  |31.10.23
P3 | SEE REV CLOUD LN DC |20.05.24

s mmmosr mm 150mm DATA & COMMS BASKET WITH DIVIDER.

sor: mmm e mm 190mm  LIGHTING & POWER BASKET.
EEEEE = oo mm 150mm FIRE & SECURITY BASKET WITH DIVIDER.

—— SUBMAIN TRAY — SIZE AS NOTED

SUBMAIN LADDER — SIZE AS NOTED
(INCLUDING PRIMARY LIFE SAFETY SUPPLIES)

SUBMAIN LADDER - SIZE AS NOTED
(INCLUDING SECONDARY LIFE SAFETY SUPPLIES)

FOUR COMPARTMENT TRUNKING, BASEMENT CAR PARK ONLY:

COMPARTMENT 1 — FIRE ALARM
COMPARTMENT 2 — ELV, CCTV & SECURITY
. £ .- COMPARTMENT 3 — LIGHTING

COMPARTMENT 4 — SMALL POWER

FUTURE CONTAINMENT ROUTE, TO INDICATE A POTENTIAL

m== = === CABLE ROUTE TO ALL CAR PARKING SPACES FOR FUTURE

EV CHARGING TO ALL CAR PARKING SPACES

[l  DISTRIBUTION BOARD.

DRAWING TO BE PRINTED IN FULL COLOUR

GENERAL NOTES

1.

THIS DRAWING SHOULD BE READ IN CONJUNCTION WITH ALL
MECHANICAL, ELECTRICAL, ARCHITECTURAL AND STRUCTURAL
DRAWINGS, CONTRACT DOCUMENTATION AND THE SPECIFICATION
FOR THE WORKS.

THIS DRAWING REPRESENTS RIBA STAGE 3 LEVEL OF DETAIL
AND MAY NOT INDICATE ALL ITEMS OF EQUIPMENT REQUIRED TO
MEET THE PROJECT SPECIFICATION.

ATTENTION IS DRAWN TO HEALTH & SAFETY ISSUES. LIAISE WITH
THE MAIN CONTRACTOR TO ENSURE THAT INSTALLATION WORKS
ARE PROGRAMMED TO MINIMISE H&S RISKS AND OPTIMISE
COORDINATION.
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