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Hot Melt Terminated min 150mm
from Finished Roof Level

m
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Hot Melt not to be installed
at bracket locations

Bauder Cold applied liquid
system applied over bracket
supports and bolts.
To be lapped and sealed by
min 100mm to hot melt system
Max 500x500 (bracket
dimensions TBC)

Roof Finishes by others
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Primeseal only to weather Brackets within 150mm zone above Roof
Finished Level, any brackets above this line weathered by others.

Bauder JFRI WFRL Loose laid with 300mm laps

260mm (130+130mm) Bauder JFRI Premium+ EPS
Insulation to achieve 0.12W/m2K. 200kpa compressive
strength

Bakor 790-11 Hot melt membrane system with
Bauder Polyester reinforcement & AP2 protection
layer

Prime concrete with Bauder Polymer Primer
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