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Layout updated following 
client comments25/01/2023
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RGAreas updated
23/03/2023
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RGArea table updated
28/04/2023
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RGAreas table updated, brew 
point relocated03/05/2023
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Title block amended. 
Reflected ceiling information 
relocated to reflected ceiling 
plan. Duct layout updated 
following Client comments.
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RGLightwell ducting updated
26/07/2023
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Existing columns corrected.
19/10/2023
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HWDuct enclosure revised.
08/01/2024
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RGLayout updated following 
client comments. Lifts 
removed, shower added on 
upper floors, ducts 
relocated, annotation 
updated

30.01.24
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RGCommunal corridor door 
removed, notes added05.03.24
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Ducts relocated, WCs 
relocated, hoist and chimney 
breast reinstated. 

27/06/24
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RGWC window treatment note 
included. Note 2 updatedNYI
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Clearstory glazing to new corridor
partitions

KEY

Indicative - fabric 
not on measured 
survey

Landlords Demise

Unit 1 (F2.U1)

Unit 2 (F2.U2)

Indicative 
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route/penetratio
n of existing 
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Notes
1.

2.
3.
4.
5.
6.

7.
8.

Back LED illumination between existing window and fire 
rated panelling. Frosted or obscured film to be applied to 
window.
Distribution board
Escape door to be kept shut unless emergency
Clearstory glazing to new corridor partitions
Riser for refrigerant pipework
Individual extract grills over windows - nom. 200x200mm 
to suit brick dimensions.
Dark film applied to WC side of glass.
Secondary glazing proposed to every window on street 
elevations. See drawing 1995 P(422)
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