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Refer to drawing AXI - 505 for detailed
kitchenette arrangement.
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Fire Alarm Interfaces Shall be Provided
! to Door Access Control System

DC [=——— Corresponding Door Controller (ACU)
Requires an Individual Power Supply
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i L"A<7 Access Control Emergency Break-Glass
! ' DC Door Release
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7”@, Card Reader
D Push to Exit Button

Indicative Arrangement of Access
Control for Twin-Leaf Doorset (N.T.S.)

Broadhurst | Second Floor | Rochdale Canal Side

Small Power, Data & Security

Indicative Arrangement of Access
Control for Twin-Leaf Doorset (N.T.S)

These lines measure 100mm in length when plotted correctly.
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All scaled dimensions taken from this drawing shall be verified on site.

This drawing is the property of Marketaylor Ltd and no information contained

hereon shall be copied, in whole or in part, or passed to any other party
without written consent. Copyright 2018.

Notes

1. This drawing shall be read in conjunction with the relevant Marketaylor Ltd
specification(s) and all relevant Architect's and other Engineer's drawing(s).

2. Details are for design purposes only and shall be verified on site by the

Engineering Contractor where accuracy is critical. The exact location of all plant

items/equipment and the route of all services shall be determined on site.

3. All plant, equipment, distribution system components and ancillaries shall be
installed in strict accordance with the manufacturer's guidelines.

4. The installation personnel shall allow for changes in distribution system(s) invert
levels (including any sets up and down etc.) as necessary to coordinate fully with

the building structure and other M&E Services.

& Unswitched Fused Connection Units
@ Double Pole Switched Fused Connection Unit
@ Single Grommet Cleaners Socket
An' Switched Socket Outlet - 'n' Denotes Gang
'IP' Denotes Socket to be Suitable IP Rated
nALiSB Switched Socket Outlet - 'n' Denotes Gang
c/w 2 x USB
'n% Under Desk Power Module c¢/w RCD Protection
'n' Denotes Gang Number
U'n% Desktop Socket c/w USB Outlet
'n' Denotes Number
An RJ45 Data Outlet - 'n' Denotes No. of Ports

Wifi Power / Data Point
TP&N Distribution Board
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HDMI Outlet
Access Control Door

Corresponding Door Access Controller

Abbreviations

A Audio

Ac Air Conditioning Unit (Cassette/High Wall)
Bc BC Controller

BW Below Worktop / Working Surface

Cm Coffee Machine

Da Door Access

Dp Double Pole Fused Unit

Dr Electric Hand Dryer

Dw Dishwasher

Ef Extract Fan

F Auto Flush Toilet

Fcu Fan Coil Unit

Fd Smoke / Fire Damper

Fr Fridge

Fi Fire Alarm Interface

HL High Level

Ir Infrared Tap

LL Low Level

Lst Low Surface Temperature (Panel Heater)
Mvhr Heat Recovery Unit

Mw Microwave

Op(s) Overhead Projector / (s) Projector Screen
Ph Electric Panel Heater / Towel Rail

TV Socket Located Behind TV

Wh Water Heater

WT Above Worktop / Working Surface

Zt Zip Tap

Drawing to be read in conjunction with AXI Series drawings.

Exact locations of all outlets are to be confirmed by client.
Client to advise on any additional requirements.

This drawing is indicative of a design. The contractor shall be
responsible for the production of design calculations and
drawings to the satisfaction of the client and engineer. This
drawing has been provided for information purposes only and
does not necessarily identify all elements of the works.
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