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587 Apartment:

Infill existing fire escape and
remove all escape signage
directing escape through
adjacent residential dwelling.

First Floor joists
structural
engineer to chec%
and confirm
capacity for static
loads

First Floor Plan as Existing
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BRABIAM NN NBRAEE BAEDKED RESRAMNSIBILITY FOR THE MISUSE OF THE
INFORMATION BEYOND ITS PURPOSE.

Key Existing Fittings

HEATING & VENTILATION

—_ Quartz Ray Electric Heater

Extraction unit

e H\W Radiator
(=] Radiator
<] Wall/Ceiling Mounted Supply/Extract Grille

Water Heater

SUSPENDED CEILING & LIGHTING

f@i Ceiling panel light

|

N
! | @ | Existing Ceiling Mounted Spotlight
| | |

= —— Existing Wall Mounted Bulkhead

] - Ceiling Mounted Wall washer Light

INTRUDER ALARMS

Intruder Alarm Control Panel
m  Motion Detector

[)  ASExternal Alarm Sounder
ceTv CCTV camera

ALLOW FOR TESTING/RETAINING OR REPLACEMENT OF EXISTING
INTRUDER & FIRE ALARM SYSTEM

ELECTRICAL INSTALLATION

& High Level Single switched socket outlet

a  Low Level Single switched socket outlet

@ Wall Switch
Distribution Boards & Incoming supplies

of  EEmergency Test Switch

FIRE PRECAUTIONS

FIRE ALARM : All works in accordance with BS 5839 : Pt.1 2017.
inked via interface to control panel/fire alarm system. Allow for
testing/retaining or replacement of existing intruder & fire alarm
system

Audibility test will be required, additional sounders may be required
to shop floor and store area.

Additional emergency lighting may be required to shop floor and

FIRE SIGNS to BS 5499 pt 4 2013 (@] reakglass call point
Fire door keep shut 17 Fire alarm Sounder
Fire door keep locked Smoke detector
Automatic fire door keep clear "
* Smoke matching provision above
Fire escape keep clear
, ) . HT Heat detector
llluminated Fire exit .
Pull Handle down to open -FACP Fire alarm control panel
? ¢ Fire exit with directional arrow EMERGENCY LIGHTS : - in accordance
——

with BS 5266 Pt.1 2016

Fire extinguishers 3litre = water, 2kg = dry powder
EXTINGUISHERS rated 13A. MAINTAINED TOBS 5306 ‘3~ 5y

store specialist contractor design to confirm. —

2/} Down Takings

7 Additional Notes:

- Test and service existing air condition
units and cassette's L.

Revision: A Date: 18/10/2023 Description: Down takings added. - AM
Revision: B Date: 24/10/2023 Description: Down takings updated. - AM
Revision: C Date: 30/10/2023 Description: Apartment 587 added. - AM
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