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The Harris Group Ltd does not accept liability for any deviation to our drawings
or specification. This Drawing is copyright and may not be reproduced in whole
or part without written authority. Do not scale off this drawing.

CONSTRUCTION DRAWING

This drawing has been prepared to assist the Contractor in
Constructing the project in line with the Design and Build
Confract.

For Structural details refer to the Structural & Civil Engineers
detailed design drawings & specifications.

For M&E information, refer to the M&E Engineers and sub
confractor's design drawings & specifications.

Do not scale from this drawing. Verify all dimensions and
setting out on site. Notify any discrepancies to the
architect. For Health & Safety information, refer to the
Designers Risk Assessments. This drawing is copyright and
may not be reproduced in whole or part without written
authority.
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Materials Key

1 Roof to be glass reinforced plastic (GRP)
" Colour: Moss Green (RAL 6005)

2. Walls to be glass reinforced plastic (GRP)
Colour: Moss Green (RAL 6005)

3. Doors to be glass reinforced plastic (GRP)
Colour: Moss Green (RAL 6005)

4, Concrete base/ foundation subject to
Engineers design

Notes

This drawing is to be read in conjunction with Electricity
North West specifications and all associated works must
comply with their requirements, recommendations and
standard details.

Extent of louvres to be confirmed by M&E engineers

GRP housing to be supplied by an ENWL approved
supplier. Doors to have Hasp and Staple to accept ENWL
padlocks. Left hand to be first opening leaf.

For Sub Station locations please
refer to Site plan
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