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GENERAL  NOTES
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ALL EQUIPMENT SHALL BE
INSTALLED & LOCATED TO
MAINTAIN SPATIAL
REQUIREMENTS TO FACILITATE
ACCESS & MAINTENANCE IN LINE
WITH MANUFACTURERS
RECOMMENDATIONS AND GOOD
PRACTICE GUIDES.
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ALL EQUIPMENT SHALL BE
INSTALLED IN ACCORDANCE WITH
MANUFACTURERS GUIDELINES.

5

DO NOT SCALE FROM THIS
DRAWING.6

THIS DRAWING IS INDICATIVE AND
IS INTENDED TO HIGHLIGHT THE
PROPOSED LOCATION FOR
ELECTRICAL SERVICES.
THE CONTRACTOR SHALL NOTE
THESE DRAWINGS SHALL NOT BE
USED FOR CONSTRUCTION
PURPOSES.
THE CONTRACTOR SHALL
INCLUDE TO PRODUCE THEIR
OWN WORKING DRAWINGS, TAKE
DETAILED SITE MEASUREMENTS,
INDICATE THE PROVISION OF
BUILDERS WORKS AND
COORDINATE THE INSTALLATION
OF ALL SERVICES.

1

THIS DRAWING SHALL BE READ IN
CONJUNCTION WITH THE ECS
ELECTRICAL ENGINEERING
SPECIFICATIONS.

ALL DETAILS ARE APPLICABLE TO
EVERY DRAWING UNLESS
INDICATED OTHERWISE.

7

THE CONTRACTOR SHALL NOTE
THIS DRAWING HAS BEEN
PRODUCED USING LIMITED SITE
SURVEY INFORMATION.
THE CONTRACTOR SHALL
INCLUDE TO CARRY OUT AN
INTRUSIVE SURVEY AND TO
PRODUCE DRAWINGS THAT
REFLECT THE INSTALLATION.

3

THE CONTRACTOR SHALL
INCLUDE TO IDENTIFY THE
COMPLETE EXISTING ELECTRICAL
INSTALLATION,  EXTEND AND
ADAPT TO FACILITATE THE
PROPOSED WORKS

8
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SOUNDER AND CALL ANSWERED
INDICATOR LED

CEILING MOUNTED PULL CORD
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NOTE
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DRAWING NOTES

THE CONTRACTOR SHALL NOTE
PROVISIONAL SUM IS INCLUDED
WITHIN THE SPECIFICATION FOR
THE POSSIBLE INSTALLMENT OF
ELECTRICAL SUPPLIES AND
CONTROLS FOR ELECTRIC BLINDS
TO ALL WINDOWS (GARDEN SIDE
ONLY)
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Orangery 
General Small Power and
Data Layout

INFORMATION

I1 INFORMATION ISSUE. G.M. Aug. 2023

I2 INFORMATION ISSUE. G.M. Jan. 2024

DUAL SOCKET MV LOGIC RANGEDUAL SOCKET STAINLESS STEEL RANGE
KITCHEN

SCYNEIDER ACTIG MCB DISTRIBUTION BOARD

MV BRASS DUAL SOCKET RANGE
SELECTED THROUGHOUT

DUAL SOCKET MV METAL CLAD RANGE
NOT SELECTED

MK DATA OUTLET

I3 INFORMATION ISSUE (PLANNING) G.M. Feb. 2024

I4 INFORMATION ISSUE G.M. Feb. 2024

THROUGHOUT ALL ORANGERY
APART FROM BACK OF

HOUSE AREA

I5 INFORMATION ISSUE G.M. Mar. 2024

P1 MCC PLANNERS INFORMATION
REQUEST

G.M. Apr. 2024
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