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NOTES — FIRE ALARM

1. THE FIRE ALARM SYSTEM WILL BE INSTALLED IN ACCORDANCE WITH

BS5839-01.
2. ALL FIRE ALARM DEVICES WILL PROVIDE AN L1 LEVEL OF COVERAGE FOR

ALL LANDLORDS AREAS.
3. ALL TENANT AREAS (LEVELS 1/2/3/4) WILL BE PROVIDED WITH BASIC
COVERAGE ONLY WITH ALL INCOMING TENANTS ENHANCING THE SYSTEM TO

MEET DESIGN REQUIREMENTS.
4. THE PROPOSED FIRE ALARM SYSTEM WILL BE FULLY ADDRESSABLE OPEN

PROTOCOL.
5. ALL FIRE ALARM CABLING WILL BE RED FP200 INSTALLED ON DEDICATED

CONTAINMENT.
6. ALL DEVICE LOCATIONS ARE SHOWN AS INDICATIVE, DEVICES TO REMAIN
1000mm FROM ALL MECH EQUIPMENT AND 500mm FROM ALL

OBSTRUCTIONS.
7. FIRE ALARM ZONING AND ADDRESS DETAILS TO BE ADDED TO AS FITTED

DRAWINGS.
8. FIRE ALARM CAUSE AND EFFECT WILL BE ONE OUT — ALL OUT.

9. WE UNDERSTAND NO VOIDS GREATER THAN 800mm WILL BE CREATED ABOVE

CEILINGS.
10. FIRE ALARM INTERFACES WILL BE INSTALLED LOCALLY FOR EACH DOOR

NOTES — SECURITY

ALL DOOR ACCESS CONTROLLERS ARE TO BE LOCATED LOCALLY TO THE

DOORS.

DOOR ACCESS SYSTEMS WILL BE PAXTON NET2 OPERATING P50 FOB

READERS.

DOOR ACCESS SYSTEM FOR THE LIFT REQUIRES FURTHER DESIGN

DEVELOPMENT.
ALL ACCESSORIES TO BE FLUSH MOUNTED WHERE POSSIBLE.

FINAL MAGLOCK SELECTION REQUIRES COORDINATION WITH JOINERY AND

WORKSPACE CONTRACTOR.

CCTV RECORDER/NVR TO BE LOCATED WITHIN THE LANDLORDS COMMS

CABINET AT GROUND FLOOR LEVEL.

CCTV SOFTWARE TO BE INSTALLED ON THE CLIENT PC FOR LOCAL/REMOTE

VIEWING.

ALL DOOR ACCESS SYSTEMS ARE TO BE LINKED TO THE FIRE ALARM SYSTEM

INDIVIDUALLY.
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