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32-55 Prayer Room Door Elevation - Interior

scale 1:20

Legend (existing elements)

a
b
c

. Existing timber door frame and overlight, painted black.
. Existing non-original bolt keeps (to be removed).
. Existing steel threshold plate.

Legend (proposed elements)
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. Oversized black laminate solid core door and a half (fire rating to be specified by others).
. Lever handle on rose with latch, keep to be fitted into slave leaf, PPC black.

. Overhead door closer on external face, PPC black.

Hinges, stainless steel, 1.5 pairs per leaf.

. Concealed flush bolt to slave leaf bolted into head of frame.

. Intumescent fire and cold smoke seals routed into edge and head of door leaf.

. Overlight glass replaced with fire rated glass.
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Notes.

All dimensions & levels show design intent. Survey has been carried out for drafting purposes only.
Critical dimensions should be site measured;

Dimensions are shown to finished face of walls or edges of structural opening unless otherwise noted;
S.0. denotes structural opening size - to be site measured prior to order of any windows & doors;

(e) denotes existing dimension to be confirmed on site;

dimensions shown in grey are nominal - to be confirmed on site and must not be used for setting out.
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