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CONTAINMENT RUN: MECHANICAL AND
ELECTRICAL CONSULTANT TO DETERMINE
EXACT LOCATIONS AND SIZES FOR RUNS.
CONTAINMENT WILL BE FIXED THROUGH
NEW FIRE RATED CEILINGS & BRACED
FROM PRINCIPAL STRUCTURE. ALL
CONTAINMENT AND ASSOCIATED FIXINGS
° TO RECEIVE PAINT FINISH - REFER TO
SEPARATE FINISHES DRAWING FOR
SPECIFICATION OF PAINT.

—— FEATURE AND TASK LIGHTING TO BE
SUSPENDED FROM THE UNDERSIDE OF
THE CONTAINMENT RUNS OR FACED
FIXED TO THE FIRE RATED CEILING WITH
RIGID CONDUIT. ALL ASSOCIATED POWER
SUPPLIES CLIPPED ABOVE THE TRAY SO

NOT VISIBLE FROM BELOW.

—— HATCH DENOTES EXTENT OF THE
NEW MF PLASTERBOARD FINISH -
REFER TO CEILING FINISHES PLAN
FOR DETAILS ON DECORATION
FINISHES. CEILING INSTALLED
WHERE SENSITIVE ROOMS REQUIRE
ENHANCED ACOUSTIC CONTROL.

—— DASHED LINE DENOTES CENTRE LINE FOR
SETTING OUT LIGHTING AS WELL AS
LOCATIONS FOR MECHANICAL AND
ELECTRICAL CONDUIT RUNS. CONDUIT WILL
BE FIXED THROUGH NEW FIRE RATED
CEILINGS, BRACED FROM PRINCIPAL
STRUCTURE. ALL CONDUIT AND ASSOCIATED
FIXINGS TO RECEIVE PAINT FINISH - REFER TO
SEPARATE FINISHES DRAWING FOR
SPECIFICATION OF PAINT.

—— SYMBOL DENOTES APPROXIMATE LOCATION
FOR DUCT HEADS, THE LOWEST POINT OF THE
MECHANICAL INSTALLATION. SUPPLY RUNS
FOR MECHANICAL INSTALLATION TO RUN
ABOVE THE ELECTRICAL LEVEL, AT A
CONTINUOUS DATUM WHICH IS DETERMINED
BY THE LOWEST BEAN SPANNING THAT
FLOORPLATE. ALL MECHANICAL SERVICES TO
RECEIVE DECORATION - REFER TO SEPARATE
CEILING FINISHES DRAWING FOR
SPECIFICATION.

ThH—r'' :

V

V

|
L
&

TF23
' BREAKOUT

Q‘

()
|

@an
\

TF22
PRINT
STATIO

&)

~

@ |

y/Aiin

LOUNGE

A
fe P \ 1‘> N
\\ \ // TFO6 |
_— COFFEE ‘ AN |
STATION | ’ =
\\ \ ‘
\ — | - —— TFO9- ®— - - - = — —— - - - A+ L H ‘ ’
\ A ’ STAFF A - ——— - - - —. - @- - a ‘
S¥ ENTRANCE TF10 | |
\\ ‘ | POSEUR
’ 'WORKPLACE | |
\ ™ |
4 - - _ e _ _ ) _ - B o 1 @ @ @ ‘
A o* o 0o o o o o T T
!
| ’ ’ TF14 |
* + 0 1 C |
EETI =
| —
- - - - - - - - T - - - D- - T - $ - D) - ’Tﬂ / — — — ‘
o 0 : o I - 9o o 0o — o — O — 0
TF18
TOUCHDOWN o ’ MEETING
_ __ MEE . A N W N N N " TF17
NG P e e  — 0 O — 0 O O @ O @ @ WORKPE & e @ o
| | ‘ , \J \\
\ \
7777777777 |
————— il T
| | TF]%l i TF15 y [
‘ WORKSPA(‘,E WORK POD ‘ ‘ \
.  E— © - E— e — — e — - E— - o —— S ‘
[ [ \! Y, T { an‘ B
| o | o | o | | o o o o
o . ] _ _ —
i ] i i wr o
| | | = L %
S S— il )
T \ \ ® ® ¥
\
|
w0 ® w
’ NFORMAL | | | = <3) @ ‘
| - MEETING TF1S
*\\é\ = - LOL E - - 4+ Ve M M A
\\\j/ I | | ) — _ &D* M G — \TJ
\ TF16 ROOM
| REAKAWAY \
’\ ! ! ! ANQUETTE
| \‘\
S S W ! —8
. o i i Il J% ’ T’ e I I ’ 90—
01\ THIRD FLOOR PLAN REFLECTIVE CEILING PLAN
303 SCALE - 1:50 @ A1 AS PROPOSED i PROJECT
REFLECTIVE CEILING PLAN KEY i 1 17 _ 1 19
LEGEND | DESCRIPTION SPECIFICATION COMMENTS GENERAL NOTES | P O RT LA N D STR E ET
LIFT LANDING / CIRCULATION LIGHT: e  REFER TO FINISHES DRAWING FOR DETAILED SPECIFICATION OF i
“ FEATURELIGHT 1 CHLING MOUNTED FEATURE LGHT « MAIN CONTRACTOR TO ENSURE ANY ADDITIONAL CEILING / \ :- M A N C H E ST E R
e T o o ISSUED TO THE ARCHITECT FOR FULL CO.ORDINATION. CoRawnGRERERENCE
@ FEATURE LIGHT 2 CEILING MOUNTED FEATURE PENDANT LIGHT ADDRESS 4th FLOOR CALICO 53-55 MOSLEY STREET, ‘"THIRD FLOOR
(o) TASK LIGHT 1 SUSPEDED SPOT ON TRACK LIGHTING, SUSPENDED FROM MANCHESTER M2 3HQ i
CEILING/CONTAINMENT TRAY. EE_E:T-HONE 44 (0)1,61t83_9 7357 ' R E F LE CT I V E C E I LI N G P LA N
(6] TASK LIGHT 2 RECESSED/SURFACE MOUNTED LED DOWNLIGHT. COMPANY No rg_“é‘z’lv733x2|55 ue i AS P RO POS E D
4?, WALL LIGHT SURFACE MOUNTED WALL LIGHT E:[|E’?”j ____________________________________________________________ ‘E
o CONTANNENTTRAY MECHANICALY FXCO TO PRINIPAL b r u n t W o o d i. JOB REFERENCE EDRAWING SCALE EDATE EDRAWN
MECHANICAL VENT IP[\]OSS_I!ELOLET?(I;NDUCT HEAD - LOWEST POINT OF MECHANICAL i 23 _ 192 il:SO@Al i 26.03.23 EARB
e == mmm| | ED STRIP LIGHT 200[ 03708720 :jj:’jd[’;?,’;:,ﬁﬁi':';'s'flf)mission o . SC ITe C h i DRAWING REFERENCE i STAGE
REV | DATE DESCRIPTION DRAWN | CHECKED i AXI - 303 i 3



AutoCAD SHX Text
T

AutoCAD SHX Text
S


	Sheets and Views
	Rev 3-00


