
Calculation summary
Label Calc type Units AVG Max Min Uniformity (Min/Avg) Diversity (Min/Max)

Roadway Illuminance Lux 19.8 26 12 0.61 0.46
Roadway outside unit 1 Illuminance Lux 8.62 19 1 0.12 0.05

Unit 1 Bike Shed Illuminance Lux 24.5 29 21 0.86 0.72
Unit 1 Loading Bay Illuminance Lux 51.2 58 42 0.82 0.72
Unit 1 Service Yard Illuminance Lux 37.03 60 16 0.43 0.27

Unit 2 Car Park Illuminance Lux 21.15 27 11 0.52 0.41
Unit 2 Loading Bay Illuminance Lux 52.02 59 41 0.79 0.69
Unit 2 Service Yard Illuminance Lux 30.39 58 14 0.46 0.24

Unit 3 Car Park Illuminance Lux 23.88 37 16 0.67 0.43
Unit 3 Roadway Illuminance Lux 19.82 24 12 0.61 0.5

Unit 4-9 Loading Bays Illuminance Lux 52.81 75 28 0.53 0.37
Unit 4-9 Service Yard Illuminance Lux 31.46 70 14 0.45 0.2
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