
0 1m 2m
1:50

0 1
1:100

3 5m

DO NOT SCALE FROM
PRINT IF

IN DOUBT ASK

20 BURLAND ROAD
WATERHAYES

NEWCASTLE-UNDER-LYNE
STAFFORDSHIRE

ST5 7TD
TEL No. 01782565993

MOBILE No. 07939140809
EMAIL: andy@andy-kerr.co.uk

R.H

@ A3

REVISIONS

C

Andy Kerr Associates LLPAndy Kerr Associates LLP

1:100

WORKING

PROPOSED HVAC LAYOUT

JO MALONE
KING STREET
MANCHESTER

22/
01/

24
A Ducted AC option removed.

29/
01/

24
B Rear existing and proposed 

elevations added.

05/
02/

24
C External elevation modified.

EXISTING REAR ELEVATION

4 existing Fujitsu condensing 
units on platform to be removed.

Existing external steel 
platform to be retained.

Existing pipework to be
removed - exit to be re-used.

4 new condensing units on 
existing support platform.
Each unit 69kg.

Existing external plant support 
platform to be retained and 
re-used.

New pipework to exit
building and rise to connect

to new condensing units.

Defrost drain to connect to
existing RWP c/w U trap and

non return valve.

Existing RWP
to remain.

All units c/w defrost
drip kits.

Existing window replaced with
ventilation weather louvre for

exhaust air.

Existing window replaced with 
ventilation weather louvre for 
intake air.

PROPOSED REAR ELEVATION 

Existing And Proposed Rear Elevation
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