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Introduction 

Domis Utilities Ltd have been contracted by Domis Construction Ltd to conduct 4no 
trial holes at the proposed Fusion Student Accommodation development on the 
junction of Bridgewater Viaduct and Deansgate.  

The reason for the trial holes is to prove the location of 1no existing .25 AS 6.6kV HV 
Cables, owned and operated by Electricity Northwest, and the location of these 
cables in relation to the council’s stipulation that trees be planted in the footpath 
adjacent to the development.  

There are sufficient dimensions within the footpath to allow the planting of trees; 
there are no other services in the area – the footpath measures at circa. 3.3m wide.  
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Existing Assets 

 
Electricity Northwest Ltd own and operate 1no 11/6.6kV cable within the footpath, 
they also own and operate 1no 4c.0225 telecommunications cable which runs 
adjacent to the HV main detailed on the above; the other circuit shown within the 
footpath, and the circuits detailed on Deansgate South, are all Out of Commission, 
but will require confirmation from Electricity Northwest.  
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United Utilities asset records display a 180mm HPPE main running on Deansgate 
South, this will not impede the planting of trees in this area; the route on Bridgewater 
Viaduct is clear from water assets. 
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Cadent records prove that there are no gas assets in the area. 
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A survey request was conducted on Linesearch with the following asset owners 
reporting they have apparatus in the working area; -  

 

 

 

The following members did not have assets within the vicinity of our search; -  
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The following asset owners were contacted to request if they have apparatus within 
the vicinity of the work; out of all of the respondees, none had assets that would 
directly affect our excavation area; -  
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Report Findings 

 
 

3no trial holes have been completed out in Bridgewater Viaduct, and 1no trial hole 
has been completed on Deansgate South. 

The footpath was measured at circa. 3.3m wide from the kerb, to the parcel of land in 
which the development will sit.  

The trial holes confirmed the location of 1no 6.6kV cable, measured as per the 
aforementioned annotations; - 3.0m from the kerb edge on Bridgewater Viaduct, and 
0.2m from the parcel of land for the development.  
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