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Assumed existing vapour barrier NOTE: THE PURPOSE OF THE DETAIL IS TO
DEMONSTRATE THE USE OF FIRE RATED
BOARDING FOR THE FIXING OF THE NEW

‘ BRICKWORK IN CONNECTION WITH THE
RECLADDING WORKS AND NOT THE
GENERAL FIRE PROTECTION OF THE
STRUCTURAL STEEL WHICH IS OUTSIDE OF

AEW'S SCOPE OF WORKS.
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BY CONTRACTOR IF NECESSARY
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INITIAL WEATHER PROOFING WORK DETAIL
BRICK SFS PARTY WALL PLAN [T T T T e —
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(SCALE 1:5)

DETAILS BASED ON CURRENTLY AVAILABLE INFORMATION.
RE-DESIGN MAY BE NECESSARY SHOULD NEW INFORMATION
BECOME AVAILABLE.
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—— SFS STUDS TO ASSIST FIXING OF WALL

@ AN
TIES ETC

NOTE: CAVITY BARRIER SHOULD BE FITTED

IN ACCORDANCE WITH THE
MANUFACTURERS TESTED DETAIL WITH 5MM
COMPRESSION AND MECHANICALLY FIXED — ‘

WITH SUITABLE FIXING SCREW FOR THE
PROVIDED SUBSTRATE AT 500MM CENTRES,
TYPICALLY 250MM FROM THE END OF THE
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