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1. ALL CONTAINMENT RUNS ARE TO BE STRICTLY INSTALLED AS SHOWN ON THIS
DRAWING TO AVOID CLASHES WITH OTHER SERVICES.

2. ALL CONTAINMENT TO BE SUSPENDED FROM BUILDING STRUCTURE VIA
THREADED ROD AND UNISTRUT ARRANGEMENT.

3. ALL CONTAINMENT HAS BEEN SIZED WITH A MINIMUM 25% SPARE CAPACITY.

4. ALL CABLING LEAVING PRIMARY ELECTRICAL CONTAINMENT WILL BE INSTALLED
IN- SECONDARY GALVANISED CONDUIT TO FINAL OUTLET LOCATIONS.

5. ALL PRIMARY CONTAINMENT TO BE INSTALLED ABOVE EXISTING JOISTS WITHIN

VOID SPACE.

6. ALL SECONDARY CONTAINMENT WITHIN EXPOSED SOFFIT AREAS WILL BE

GALVANISED FINISH.

7. WHERE CONTAINMENT PASSES THROUGH FIRE COMPARTMENTS, SUITABLE FIRE

STOPPING/FIRE PILLOWS WILL BE INSTALLED.
8. ALL ELECTRICAL INSTALLATION AND ALTERATIONS ARE TO BE INSTALLED IN

ACCORDANCE WITH BS7671 18th EDITION.
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