CENTURY - b0s
RIVERSIDE [ |
1th FLOOR | m ‘l
EXTERNAL BUILDING BLOCK PLAN
SCOPE OFTAILS A)120 EXISTING FIRE DOORS TO BE RETAINED
10th FLOOR
WALL SYSTEM TYPE 1 Horizontal Planks
60s Glazing (A 118 (AM@
Existing Plywood (Type 1) or Metal (Type 1a)
foced insulated spandrel ponels and Timber 9th FLOOR
horizontal planks to be removed.
Replacement Metalline Ultima Fire Rated A)Wr
spandrel panels with Type B edge detail.
Colour to be Syntha Pulvin M4L0436 Grey
(matt finish). Bth FLOCR
Aliva Fecade ALI-Air Rainscreen planks
(192mm modules). Colour to be bronze
anodised (ARS—2005)
Alfva ALI-S Stb—grid system Tor planks (31 AT Of—=—
system referenced ohove 1 — T [ 11 [T
Rockwool Cladding Roll within transom zane 7th FLOOR \ \ \ \ \ \ \ \ \ \ \ \ \ \ \ \ \ \ \ \
Refer to tech sub pack TS-001, 002, 007 & 013 [ ] [ ] B [ ] \ B [ ] [ ]
and system drawing 2002 for detalls. |:| |:| |:| |:| D (A% 7 03
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WALL SYSTEM TYPE 2 Composite Cladding |:| |:| |:| |:|
Stair Core (1960s Buildings 6th FLOCR ‘
1(A)98 (A)97 | (A)9%6
- Existing Kingspan aluminium faced composite — — — -
microrib panels to be removed and replaced D /
with Trimo composite panels and Rockwool j ﬁ } [ : 3
Clodding Roll insulation within existing SFS )83 AV87 AJB6 m i ] m
zane.
oth FLOOR | . ; ; e
Refer to tech sub pack T5-007, 012 & 013 and | [ | ! ! [ !
system drawings 2006 for details ’—‘ ’—‘ ’—‘ ’—‘ D ] E E
. N i ]
WALL SYSTEM TYPE 3 Curtain Wall Spandrel Panel ATl AJ70 A)BY
1960s Curtain Walling
4th FLOOR T T i — — T i
Existing Galvanised faced insulated curtain I [ I - 1 ] [ ]
wall spandrel panels to be removed.
Replacemnent Metalline Ultima Fire Roted D — S| S—] -
spandrel panels with Type B edge detal. To
be Syntha Pulvin NALO456 Grey (matt finish) (Aot (A3 (A52
Rockwqo\ F\ex\ within spandrel transom zone 34 FLODR . : ‘ L L . :
— for insulation and fire stopping. ‘ ‘ ‘ | | ‘ |
Refer to tech sub pock TS-001 013 & 016 and [ ] [ ] [ ]
system drawing 2001 for details = I =
(A)37 (A)36 (A)35
iAuV\TAYREBAASRR\ER & FIRE STQP ond FLOOR ‘“ : ‘ ‘ : L E | “ : : T “
HORIZONTAL FIRE STOPS [ ] [ ] [ ]
To be full filled Rockwoal Flexi slab . 1 1
insulation to transom creas. Refer to wall
type S note dbova. L B Gl J
VERTICAL F\REYSTQPS 1st FLOOR T T T — — 1) T
To be Siderise CW-FS120. 2l =l pl I I I — ] — ]
Refer to tech sub pack TS-005 & 016 ond system L || [
drawings 2001, 2002, 2008 & 2009
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REPLACEMENT CAPS
Vertical feature fin and box profie facecaps, FLEV C(LH)
with new pressure plates and external
gaskets ELEV C(RH)
Refer to tech sub pack TS-015 and system
drawings 2007 for detalls ELEV C ELEV E
. NOTES: REVISION: | DESCRIPTION: DATE: DRAWN: PROJECT NAME: DRAWING TITLE: DRAWING SCALE: DRAWING SHEET: DRAWN BY: DRAWN DATE:
Fxl I U K Ltd DRAWING SUBJECT TO BUILDING CONTROL & FIRE OFFICER APPROVAL P02 INTERNAL REVIEW UFDATES 10/05/23 | THALL CENTURY BUILDINGS, MANCHESTER SCOPE ELEVATION DRAWNGS 1:200 AJ T HALL 24 /03/2023
SCOPE FOR "OLD" CENTURY BUILDING IS CURRENTLY UNDER REVIEW PO UPDATES FROM AIREY MILLER COMMENTS (23/05/23) 30/05/23 | THALL FLEVATIONS C &
SERVICE & MAINTENANCE P DENOTES BALCONY STUB PENETRATION P04 ISSUED FOR BUILDING CONTROL APPROVAL FOR SIXTIES 30/06/23 |G
(A)23] DENOTES APARTMENT NUMBER BUILDING & VERT FIRE BARRIERS ADDED TO STAIR CORE & PROJECT NUMBER: CLIENT: DRAWING NUMBER: REVISION:
EEEDSWBROGK INDUSTRIAL ESTATE EEL i Ufzfg 3&5\\9 OLZOS T T o ) 20-M254 CREST NICHOLSON M254 FILL-XX=ZZ-DR-W-1003 002
Ml oTlce@Il=ux.com POS STAIR TOWER CLADDING TO 60s BUILDING ADDED 13/07/25 | THALL - — —AALLUR-
MAXWELL WAY, P06 SCOPE NOTATIONS AMENDED & REPLACEMENT CAPS ADDED | 31/07/23 | THALL e e TR T
CRAWLEY, RH10 9SA Cot ISSUED FOR CONSTRUCTION 07/08/23 | THALL

nan AR ACMTHOY DI RIS VCNTINAL AAMATY DARICRC ARRCR Ar /40 /n7 TIIALL



