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New eable to
exit main cab
into existing
white plastic
trunking that
runs 1o above
ceiling tiles us
shown below,

PHOTO 1
NEW FLEXIBLE KOPEX TO BE USED TO TRANSITION BETWEEN
EXISTING CABINET TOP AND EXISTING PLASTIC TRUNKING.

Install new
50x50
trunking fixed
to brick wall
from existing
100X100

trunking.

Munchester
Oxtord Kol
Stitbon enlenee

STRUCTURAL SAFETY
RKING ON THE ROOF

Cime b ey
Cable ronte
Ra-g

4

SR AL

Roof
location
above tvm's

Install new 100%50
trunking on roof.
Suggestion to
mount new
trunking to unistrut
- | or rubber mounting
feset anel use kick
boards while
working on roof.

NEW 100X50MM TRUNKING TO BE INSTALLED ON ROOF USING
UNISTRUT FEET.

CONDUIT BEHIND
LL BE DIFFICULT,
HE E

From new
50%50 trunking
install new
20mm conduit
around
building to
cams location

Camera 5
total cable
length = 37m

INSTALL NEW
S0X50MM TRUNKING
FIXED TO WALL TO
NEW DUCT AND IC.

Manchester

Install new 9o bend
and link new
100x50 trunking to
existing 100x100
divided trunking,
Continue in
existing trunking as
shown.

PHOTO 3
NEW 100XS0MM TRUNKING TO BE INSTALLED TO MEET EXISTING.

New civils
route
suggested
as there is
no existing
route

I LINE BLOCK

Continue in
existing route

PHOTO 4
USE EXISTING CMS.

Tirw civils
ehnmiber phas
thit omite b wall,
Install new 50550
trunking onto
waill, Prrogy 20mumn
copex o canoy
and continge new
trisnkitg towanls
UL g

Camera 3 to
be fixed to
brick wall.
Tatal cable

length=
745

6 PHOTO 8
PHOTO 5
NEW 50X50MM TRUNKING TO BE INSTALLED ON WALL DOWN TO _ INSTALL NEW INSPECTION CHAMBER AND SUB-DUCT TO WALL.
O TR o roSTALLED FIXED O WALL FROM NEW SUB—DUCT AND INSPECTION CHAMBER. NEW 20MM CONDUIT NEW SUB-DUCT AND INSPECTICN HAWBERS T BE INSTALL DOWN INSTALL NEW SOX5OMM TRUNKING UP AND ALONG THE WALL WITH
. TO BE INSTALLED FROM NEW 50X50MM TRUNKING TO CAMERA 5. . NEW 20MM FLEXIBLE CONDUIT TO CAMERA 3.
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Mancheste

Install new
S0%50 trunking
Camera 1 drop Dﬂ:fil:l\
and 2 Total S
cable Camera to be
length=81.5 fixed to wall

PHOTO 9
NEW 50X50MM TRUNKING TO BE INSTALLED ALONG THE WALL TO
ABOVE CAMERAS 1 & 2. NEW 20MM FLEXIBLE CONDUIT TO BE
INSTALLED TO CAMERAS.

Minchester
Oxtord Read
Platiorm 5
Can i
el vonati

Ro—

Install new
2omm conduit

to camera. Total cable
Camera fixing length=

the. 52m

PHOTO 13
NEW 20MM CONDUIT TO BE INSTALLED TO CAMERA 6.

INSTALL NEW DUCT
(0.5M) FROM IC TO
BUILDING. INSTALL
NEW CONDUIT FIXED
T0 BRICK WALL UP
WALL AND OVER
DOOR AROUND TO
CAMERA 04

FOLLOW PHOTOS 6
T0 1 FOR ROUTE
BACK TO MAIN

CABINET

PHOTO 10
NEW 20MM CONDUIT DOWN THE WALL, INSTALL NEW SUB-DUCT TO
NEW INSPECTION CHAMBER.

TOTAL NEW
CONDUIT = 6.5M

M

Mitnehester
Oxford Red
Plutlorin 5
Cim 16
Cableroute
RN

——

Elaﬁ

——
orm

5 |

USE PHOTOS 11 &
4-1 FOR ROUTE
BACK TO MAIN

CABINET

PHOTO 14
USE EXISTING CMS

Continue in

existing
trunking

USE PHOTOS 4-1
FOR ROUTE BACK
] TO MAIN CABINET

PHOTO 11
USE EXISTING CMS

From existing
trunking install
new 20mm
conduit out to
cam 16

PHOTO 15
TO CAMERA 16.

NEW 20MM CONDUIT TO BE INSTALLED FROM EXISTING TRUNKING

Manchester

PHOTO 12

From existing
100x100 divided
trunking install

new 20mm
conduit fixed to
wooden ceiling.

NEW 20MM CONDUIT TO BE INSTALLED FROM EXISTING TRUNKING

FIXED TO WOODEN CEILING.

Manuhister
Oxford Road

Platform 5

lucation
suggested for
cnm 16 that will

give full covernge
of hile area as

Total cable
length

PHOTO 16
CAMERA 16 LOCATION.
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USE PHOTOS 14, 11

|& 4-1 FOR ROUTE|

BACK TO MAIN
CABINET

PHOTO 17
USE EXISTING CMS.

USE PHOTOS 20,
19, 17, 14, 11 &

¥ 421 FOR ROUTE
¢ . BACK TO MAIN
Cable route CABINET

K111

Re use osting
asmnt condalt from
existing trunking that

anad thrmagh floor o
underside of
everhirid e,

PHOTO 21
USE EXISTING CMS.

Total cable
length
66.5m

PHOTO 18
INSTALL NEW 25MM CONDUIT FIXED TO WOODEN CEILING TO
CAMERA 17.

Install new 25mm
conduit to camera

17. Install Thoxas |

conduit is to
eantinue to camera
22, Remove existing
camera and replace
with new.

C19 = 86M

CABLE
LENCTH

PHOTO 22

Install new
asmm conduit as
shown to link

with existing
2smm conduit.
Fix cameras and
conduit to
underside of
overbridge.

INSTALL NEW 25MM CONDUIT ON UNDERSIDE OF THE BRIDGE
FROM EXITING CMS

Manechester
Road
rhridge

R REQUIRED

L

14, 11 & 4-1 FORE_
ROUTE BACK TO
MAIN CABINET

PHOTO 19
USE EXISTING CMS.

Install new 25mm
condult from existing
trunking. Instull T
bea b dhrop off 1o
cam 17 then conlinue
agmm conduit
towards cam 22. Fix
conduit to timber
moof ahove lighting if
possible.

FOR ROUTE BACK
TO MAIN CABINET |
SEE PHOTO 18

PHOTO 23
NEW 25MM CONDUIT TO BE INSTALLED FIXED TO TIMBER ROOF,
FROM EXISTING CMS. CONDUIT T BOX TO BE INSTALLED TO

-

VAZAT

¢ TOWER REQUIRED

A6 o I— |

PHOTO 20
USE EXISTING CMS.

Continue
with new
25mm
conduit

PHOTO 24

CONTINUE 25MM CONDUIT INSTALLATION FORM PHOTO 25.

CAMERA 17.
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Cam
location
the. Total
cable
length 75m

i Rt
Platiorm g4
Cum 23
Cuhle route

R4

Use existing
conduit from
existing
trunking. Cam
fixing the.

Total cable
length 14m

FOR ROUTE BACK
TO MAIN CABINET
SEE PHOTOS 3-1

Manchester
Oxtord Road

FOR ROUTE BACK
TO MAIN CABINET
SEE PHOTOS 3-1

Continue in
existing
trunking

that runs to

ground level

Sub duct
route leaves
platform
into main
station

into sub } entrance
duet ! carpark

PHOTO 25
CONTINUE 25MM CONDUIT FROM PHOTO 26 TERMINATING AT
CAMERA 22.

PHOTO 26

PHOTO 27
USE EXISTING CMS.

USE EXISTING CMS.

PHOTO 28
USE EXISTING CMS.

Manehester

%

A Wt 0

Install new

OVEN ROUTE AS LIDS COULD i

LIFTED.

Lnsstall new 50x50
trunking onto
Tuilding, Come out [ JESSS
of new trunking in [RS8
25mm canduit i

trunking out of @
cnpping into
new 5050
trunking fived
to the lip of
wall as shown.

- b Fix cam 25 to

R 1o, Total

- ¢ | cablelength
|| cam 25 60m

EN ROUTE AS LIDS COULD
BE LIFTED.

UNPROVEN ROUTE AS LIDS
NOT BE LIFTED.

PHOTO 32
NEW 50X50MM TRUNKING FROM PHOTO 31. NEW 20MM CONDUIT
TO BE INSTALLED WALL MOUNTED TO CAMERA 25.

PHOTO 29
USE EXISTING CMS.

PHOTO 30
USE EXISTING CMS.

PHOTO 31
NEW 50X50MM TRUNKING TO BE INSTALLED FROM EXISTING CMS.
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