
2m

SCALE

0m 1m 4m3m 5m 6m 7m 8m 9m 10m

1100

EXISTING
STEELWORK

1100

87
0

460

Gy

OU
05/01A

OU
05/01B OU

05/01C OU
05/01D

OU
05/01E

OU
05/01F

OU
06/01A OU

06/01B

OU
06/01C

OU
06/01D

OU
06/01E

DX/OU
05/01

DX/OU
05/02

DX/OU
05/03

5th FLOOR WEST TECH ROOM
MOUNTED ON BIG FOOTS

DX/OU
06/05

DX/OU
06/06

DX/OU
06/07

6th FLOOR WEST TECH ROOM
MOUNTED ON BIG FOOTS

DX/OU
06/12

DX/OU
06/13

5th FLOOR WEST CYBER ROOM
MOUNTED ON BIG FOOTS

DX/OU
06/11

DX/OU
06/01

DX/OU
06/02

DX/OU
06/03

DX/OU
06/04

6th FLOOR LARGE
COMMS ROOM

DX/OU
05/04

DX/OU
05/06

DX/OU
05/05

5th FLOOR EAST
TECH ROOM

6th FLOOR EAST
TECH ROOM

DX/OU
06/08

DX/OU
06/09

DX/OU
06/10

AC PIPEWORK RUN
ON CABLE TRAY

AC PIPEWORK RUN
ON CABLE TRAY

AC PIPEWORK
DROP TO BELOW

AC PIPEWORK
DROP TO BELOW

AC PIPEWORK
RISES UP WALL

AC PIPEWORK
DROP TO BELOW

AC PIPEWORK
DROP FROM HIGH
LEVEL TO BELOW

AC PIPEWORK
RUNS AT HIGH
LEVEL

AC PIPEWORK DROPS
TO LOW LEVEL TO
SERVE 6th FLOOR
LARGE COMMS ROOM
UNITS

AC PIPEWORK RUNS
ON TRAY AT LOW
LEVEL UNDER GANTRY.

AC PIPEWORK RUNS
ON TRAY AT LOW
LEVEL UNDER
GANTRY.

6th FLOOR EAST

5th FLOOR EAST

5th FLOOR EAST

6th FLOOR WEST

5th FLOOR EAST

6th FLOOR NORTH

6th FLOOR EAST5th FLOOR NORTH

5th FLOOR WEST

6th FLOOR WEST

5th FLOOR WEST

AC PIPEWORK RUNS
ON TRAY AT LOW
LEVEL UNDER GANTRY.

DX/OU
03/01

DX/OU
04/01

3rd FLOOR WEST
TECH ROOM
4th FLOOR WEST
TECH ROOM

DX/OU
03/02

3rd FLOOR EAST
TECH ROOM
PIPEWORK TO FOLLOW
EXISTING ROUTE

DX/OU
04/02

4th FLOOR EAST
TECH ROOM
PIPEWORK TO FOLLOW
EXISTING ROUTE

EXISTING
STEELWORK

930 1240

16
85

765

NOTES:

1. THIS DRAWING TO BE READ IN CONJUNCTION WITH ALL
CONSTRUCTION ISSUED PROJECT INFORMATION -
DRAWINGS, REPORTS AND SPECIFICATIONS.

DATE

DRAWN BY

DRAWING NUMBER REVISION

DRAWING DESCRIPTION

PROJECT ADDRESS SCALE

info@dl-bsl.co.uk

PRODUCT
CERTIFICATION

U K A S

DL PROJECT No

THIS DRAWING IS THE PROPERTY OF DL M&E BUILDING SERVICES LIMITED.
AND MUST NOT BE COPIED OR REPRODUCED WITHOUT THE PERMISSION
IN WRITING OF DL M&E BUILDING SERVICES LIMITED.

Corporate
11 Portland Street
Manchester  M1 3HU

Roof
Mechanical Services
Condenser Layout

50960488-LBG-CP-R1-M2-ML-2001 P2

A1 - 1:125

June 2023

GD

C/23/3639

P1

CONTRACTORS PROPOSAL

EXTERNAL CONDENSER UNIT
RZAG100NV1

Scale NTS

TYPICAL EXTERNAL CONDENSERS
Scale 1:25

ISSUED FOR PLANNING GD 23/6/23

EXTERNAL CONDENSER UNIT
REYA8A, REYA10A & REYA12A

Scale NTS

EXTERNAL CONDENSER UNIT
REYA14A & REYA16A

Scale NTS

P2 DX/OU CONDENSERS AMENDED;
RE-ISSUED FOR PLANNING

- -

AREA 01 
UNITS TO BE RELOCATED

Peter

AutoCAD SHX Text
Insertion 

AutoCAD SHX Text
 Point

AutoCAD SHX Text
Insertion 

AutoCAD SHX Text
 Point

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2x

AutoCAD SHX Text
4

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
9

AutoCAD SHX Text
10

AutoCAD SHX Text
11

AutoCAD SHX Text
12

AutoCAD SHX Text
13

AutoCAD SHX Text
14

AutoCAD SHX Text
16

AutoCAD SHX Text
17x

AutoCAD SHX Text
18

AutoCAD SHX Text
18

AutoCAD SHX Text
19

AutoCAD SHX Text
19

AutoCAD SHX Text
A

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
D

AutoCAD SHX Text
Dx

AutoCAD SHX Text
Dx

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
F

AutoCAD SHX Text
Fx

AutoCAD SHX Text
G1

AutoCAD SHX Text
H1

AutoCAD SHX Text
J1

AutoCAD SHX Text
K1

AutoCAD SHX Text
L1

AutoCAD SHX Text
M1

AutoCAD SHX Text
N1

AutoCAD SHX Text
P1

AutoCAD SHX Text
Q1

AutoCAD SHX Text
3

AutoCAD SHX Text
5

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
J

AutoCAD SHX Text
K

AutoCAD SHX Text
L

AutoCAD SHX Text
M

AutoCAD SHX Text
N

AutoCAD SHX Text
P

AutoCAD SHX Text
Q

AutoCAD SHX Text
15

AutoCAD SHX Text
17

AutoCAD SHX Text
DL M&E BUILDING SERVICES LTD KINGS HOUSE STOTTS PARK JAMES STREET WESTHOUGHTON BOLTON, BL5 3QR TEL : 01942 842507 E-MAIL : info@dl-bsl.co.uk

AutoCAD SHX Text
APPROVED

AutoCAD SHX Text
CONTRACTOR

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter

Peter
 
Approved application Ref 137739/FO/2023
Existing unit to be replaced with new unit, location retained as per approval.- Retained
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Approved application Ref 137739/FO/2023
New unit, location retained as per approval.- Retained
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Approved application Ref 137739/FO/2023
New unit, location relocated to new position - Relocated
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Approved application Ref 137739/FO/2023
Existing/Proposed Units to be removed - Removed
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