
Project Ref: 70082168

Project Name: HOME Railway Arches, Manchester

Foul Drainage Peak Flow Rate Calculation Using Discharge Unit Method Shown In BS EN 752 - 4

Foul Calculation (Discharge Units) Discharge Units No. Units

Appliance:

WHB 0.6 4 = 2.4

Shower 0.6 2 = 1.2

Urinal 0.8 = 0

Bath 1.3 = 0

Kitchen Sink 1.3 2 = 2.6

Washing Machine 6 kg 0.8 = 0

Dishwasher 0.8 = 0

Total

WC (up to 9 litre cistern) 2.5 3 = 7.5 13.7

Frequency Factor: School, hospital, 

restaurant, hotel 0.7

dwelling, office, guest 

house 0.5 1.9 l/s



Public toilets 1

Laboratory 1.2


