
  5.0  Recommended  service and maintenance 

 

 

 

 

 Canopy and Ductwork 

Internal clean to TR-19 specification,  minimum once per year,  monitored and 

possible increased to twice per year 

 

UVO-1000 module 

Quarterly service, including changing air inlet filter and cleaning tubes. 

Annual change of tubes for new lamps 

 

Extract Fan 

Quarterly check (at same time as UVO-1000 service)   and a full service 

including a ‘drawn current’ test on the fan motor. 

 

 

 

 

 

 

 


