65mm deep acoustic screening louvres
using Z-shaped blades finished in United
Anodising UA 120-1 finish (red/brown)

New galvanised mill finish hooped access ladder
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Existing brickwork Plantroom wings (dashed)
to be demolished
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Existing Sash window removed,
structural opening enlarged for new
door to match existing style
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4.004
LIFT ROO

Refer to DSSR drawings for
new MEP layout to Plant Room

4.002

LIFT ROOM

SWITCH ROOM

Plant Room floor to receive Bauder
Tanking System to form bund

New shaft walls and fire rated access doors

to create new riser as part of MEP Works

Proposed
North West
1 Elevation

Existing Brick parapet wall with stone copings
Circa 900mm - 1000mm high

Existing brickwork Plantroom wings (dashed)
to be demolished

Proposed
South West

N Elevation

o

New 65mm deep acoustic screening louvres
using Z-shaped blades finished in United
Anodising UA 120-1 finish (red/brown)

New 1100mm high galvanised mill finish
Free Standing Roof Edge Protection Guardrail
system to perimeter of Flat Roof behind parapet wall
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| Drawing not to be scaled

B Report Errors and Omissions to the Architect.

M Check all dimensions on site

W Drawing to be read in conjunction with the Health and Safety Plan and all relevant

Risk Assessments
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Note: Final Areas to be verified by the University of Manchester

All areas subject to condition survey and confirmation of
internal requirements.

Internal Refurbishment Works and
new External Fire Escape Stair

New Bauder Bituminous Felt roof
system on tapered insulation laid
to falls to existing roof gullies

New Bauder Solar PV on new
Bauder Bituminous Felt roof system
on tapered insulation laid to falls to
to existing roof gullies

New Bauder Solar PV on new
Bauder Bituminous Felt roof system
on tapered insulation laid to falls to
new perimeter gutter and downpipes

D 12.09.23 ADS Minor Amendments to Notes and Key DL

C 06.07.23 ADS Extent of full M&E Refurbishment works hatched DL
and key updated in accordance with DSSR
email dated 06.07.23

B 03.07.23 ADS Scope of Works key added DL
A 02.06.23 ADS M&E and Structural information added DL
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