Fire Separation Works - Ground Floor
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@® NEW FD30S FIRE DOOR

NEW BLOCKWORK WALLTO

EXISTING BRICKWORK FORMING
FIRE RATED ENCLOSURETO

STAIRCASE AND LIFT

PROVIDE 60 MIN FIRE SEPARATION

HD3 DETAIL REFERENCE

NEW FIRELINE BOARD & STUD WALLTO
PROVIDE 60 MIN FIRE SEPARATION

DRAWING REFERENCE

CD 2207

FIRELINE BOARD LINING TO

= ===== NEW PLASTERBOARD & STUD WALLTO
PROVIDE 30 MIN FIRE SEPARATION

UNDERSIDE OF EXTG JOISTSTO
PROVIDE 60 MIN FR SEPARATION

Metres




