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WALL SYSTEM TYPE 1 Horizontal Planks

60s Clazing

Existing Plywood (Type 1) or Metal (Type 1a)
faced insulated spandrel panels and Timber
horizontal planks to be removed.
Replacement Metdlline Ultima Fire Rated
spandrel panels with Type B edge detal.
Colour to be Syntha Pulvin M4L0456 Grey
(matt finish).

Aliva Facade ALI-Air Rainscreen planks
(192mm modules). Colour to be bronze
anodised (ARS-2005).

Aliva ALI=S Sub—grid system for planks
system referenced above.

Rockwool Cladding Roll within transom zone

Refer to tech sub pack TS-001, 002, 007 & 013
and system drawing 2002 for details.

[ |
WALL SYSTEM TYPE 2 Composite Cladding
Stair Core (1960s Buildings

Existing Kingspan aluminium faced compasite
microrib panels to be removed and replaced
with Trimo composite panels and Rockwool
Cladding Roll insulation within existing SFS
zone.

Refer to tech sub pack T5-007, 012 & 013 and
system drawings 2006 for details

[
WALL SYSTEM TYPE 3 Curtain Wall Spandrel Panel
1960s Curtain Walling

Existing Gelvanised faced insulated curtain
wall spandrel panels to be removed.
Replacement Metlline Ultima Fire Rated
spandrel panels with Type B edge detai. To
be Syntha Pulvin M4L0456 Grey (matt finish)
Rockwool Flexi within spandrel transom zone
~ for insulation and fire stopping.

Refer to tech sub pack TS-001 013 & 016 and
system drawing 2001 for details

CAVITY BARRIER & FIRE STOP
ALL AREAS

HORIZONTAL FIRE STOPS
To be full filled Rockwool Flexi slab
insulation to transom areas. Refer to wall
type 3 note above.
VERTICAL FIRE STOPS
To be Siderise CW-FS120.
Refer to tech sub pack TS-005 & 016 and system)
drawings 2001, 2002, 2008 & 2009

||
CURTAIN WALL FACECAPS

REPLACEMENT CAPS
Vertical feature fin and box profile facecaps,
with new pressure plates and external
qaskets

Refer to tech sub pack T5-015 and system
drawings 2007 for details

CAVITY BARRIER & FIRE STOP
OLD CENTURY BUILDING

- HORIZONTAL FIRE STOPS
To be Siderise CW-FS120.

VERTICAL FIRE STOPS
To be Siderise CW-FS120
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EXISTING FIRE DOORS TO BE RETAINED

HORIZONTAL FIRE STOP ON FLOOR SLABS
REFER TO SYSTEM DRAWING 2002 (SIMILAR)
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CENTURY 60s
RIVERSIDE

PARSONAGE

EXTERN

AL BUILDING BLOCK PLAN

Refer 1o tech sub pack T5-005 A ELEV D )
® NOTES: REVISION: | DESCRIPTION: DATE |DRAWN: |PROJECT NAVE: DRAWING TITLE: DRAWING SCALE: DRAWING SHEET: DRAN BY: DRAWN DATE:
Fxl lu K Ltd DRAWING SUBJECT TO BUILDING CONTROL & FIRE OFFICER APPROVAL  [P02 INTERNAL REVIEW UPDATES 10/05/23 |THALL | CENTURY BUILDINGS, MANCHESTER SCOPE ELEVATION DRWAINGS 1:200 A3 T HALL 24/03 /2023
SCOPE FOR "0LD' CENTURY BUILDING IS CURRENTLY UNDER REVIEW Cof UPDATES FROM AIREY MILLER COMMENTS (23,/05/23) 30/05/23 | THALL ELEVATION £
SERVICE & MAINTENANCE ' DENOTES BALCONY STUB PENETRATION P03 ISSD FOR BULDING CONTROL APPROVAL FOR 60s BUILDING
] (A)23] DENOTES APARTMENT NUMBER & TIMBER REPLACEMENT CLADDING ADDED AS CLOUDED PROJFCT NUMBER: CLIENT: DRAWING NUMBER: REVISION:
nUAE‘ATDgWBROOK OUSTHAL ESTATE EEL,‘ Off 3@;5“9 0k705 P04 STAIR TOWER CLADDING TO 60'S BULDING ADDED 13/07/23 | THALL . I R »
mail: - office@fill-uk.com P05 SCOPE NOTATIONS AMENDED & REPLACEMENT CAPS ADDED | 31/07/23 | THALL - - ~60—77-DR-W~
@?M% WRAHYm - Co1 ISSUED FOR CONSTRUCTION 07/09/23 | THALL T L T ]



AutoCAD SHX Text
23034.4102

AutoCAD SHX Text
ELEV D

AutoCAD SHX Text
(A)120

AutoCAD SHX Text
(A)121

AutoCAD SHX Text
(A)120

AutoCAD SHX Text
(A)121

AutoCAD SHX Text
(A)18

AutoCAD SHX Text
(A)35

AutoCAD SHX Text
(A)52

AutoCAD SHX Text
(A)69

AutoCAD SHX Text
(A)86

AutoCAD SHX Text
(A)100

AutoCAD SHX Text
(A)23

AutoCAD SHX Text
(A)40

AutoCAD SHX Text
(A)57

AutoCAD SHX Text
(A)74

AutoCAD SHX Text
(A)91

AutoCAD SHX Text
(A)105

AutoCAD SHX Text
(A)113

AutoCAD SHX Text
(A)110

AutoCAD SHX Text
(A)116

AutoCAD SHX Text
(A)114

AutoCAD SHX Text
(A)119

AutoCAD SHX Text
(A)117

AutoCAD SHX Text
HORIZONTAL FIRE STOP ON FLOOR SLABS REFER TO SYSTEM DRAWING 2002 (SIMILAR)

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
EXISTING FIRE DOORS TO BE RETAINED

AutoCAD SHX Text
SCOPE DETAILS

AutoCAD SHX Text
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