Imperial Engineering and Construction NW Ltd

IEC-E1416
38 Mosely St
Manchester

M2 3AZ

38 Mosley St — External Lighting Fixing Method Statement

Remove existing lighting where new fittings are proposed (see drawing IEC-E1416-E63-EXT) and ustilise existing holes
to fit new light fitting.

Where no light exists, drill 20mm hole through from external face to internal wall for cable to pass through
Install cable

Seal hole with mastic to stop moisture penetrating through. Specialist to repair stonework where lights have been
remove and condition of the stone is assessed.

Drill 5.5mm fixing holes into external wall
Install red rawl plugs.

Offer up light fittings and install 1 %4” x 8’s woodscrews to secure light fittings
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