ALL SANITARYWARE AND FITTINGS
TO BE REMOVED AND RETAINED
FOR REUSE (TO BE CONFIRMED)

WALL LININGTO REAR OF
CUBICLESTO BE REMOVED TO
EXPOSE BRICKWORK BEHIND

ADDITIONAL CEILINGSTO BE
REMOVED WITHIN CUBICLES

KITCHEN FITTINGS AND APPLIANCES
REMOVED AND RETAINED FOR
REUSE (TO BE CONFIRMED)

NEW OPENINGS FOR
VENTILATION GRILLES
REFERTO ELEVATIONS

TIMBER BOARDED CEILINGTO ——
STAIRCASETO BE RETAINED

[

1 CONCRETE LID OVER
I'TO BE REMOVED
|
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KEY

STUD PARTITIONS WITH OSB OR
PLASTERBOARD LININGSTO BE REMOVED

BLOCKWORKWALLS TO BE REMOVED
BRICKWORK WALLS TO BE REMOVED

AREA OF MASONRY CONSTRUCTIONTO
BE REMOVED TO FORM NEW OPENING

|:| RAISED FLOOR ELEMENTSTO BE REMOVED

FLOOR FINISH OVERLAY TO BE REMOVED

ALL OVERLAY BOARD CEILINGSTO
UNDERSIDE OF JOISTS BETWEEN PRIMARY
BEAMS TO BE REMOVED WITHINTHIS AREA

L

ALLWINDOWS AND DOORS TO BE REMOVED
UNLESS NOTED OTHERWISE

ALL SERVICESTO BE STRIPPED OUT AND ISOLATED
IN ACCORDANCE WITH ENGINEER'S REQUIREMENTS

FORWORKS OF REPAIRTO STRUCTURE AND FABRIC
REFERTO STRUCTURAL ENGINEER'S INFORMATION

ADDITIONAL LAY IN GRID

CEILINGS AND DRY LINING
TOWALLSTO BE REMOVED

FROM OFFICES
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