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IN ABEYANCE PENDING CONFIRMATION 
OF CLIENT BRIEF

WORKS TO REAR OUTRIGGER TO 123 LIVERPOOL 
ROAD TO BE CONFIRMED ONCE SAFE ACCESS IS 
PROVIDED FOR INSPECTION. REFER TO STAGE 3 
DRAWINGS FOR ALLOWANCES TO BE MADE FOR 
POTENTIAL REMEDIAL WORKS
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ALL CHIMNEY STACKS TO BE REPAIRED TO 
ARCHITECTS/HERITAGE ARCHITECTS DETAILS

NEW SKYLIGHT TO BE TRIMMED WITH 50x100 
C24 TIMBERS SUPPORTED ON WALL PLATE 
AND TOP OF PURLINS

WHERE DRAGON TIES OR HIP RAFTER ENDS HAVE 
PERISHED, HIP RAFTER SHOULD BE PROPPED TO 
ALLOW FOR REPAIR DETAIL 303 ON DRAWING S-03300

INDICATES SPAN OF EXISTING RAFTERS

FOR EMERGENCY REINSTATEMENT WORKS, REFER 
TO DRAWING:- LRH-REN-XX-ZZ-DR-S-90006
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EXISTING TRUSS

ALL TRUSS ENDS TO BE INSPECTED. DETAIL 302 ON 
DRAWING S-03300 TO BE IMPLEMENTED WHERE ENDS 
ARE FOUND TO BE PERISHED OR PRINCIPAL RAFTER 
CONNECTION HAS FAILED

HEALTH & SAFETY NOTES:

EXISTING PERIMETER WALLS MAY BECOME UNSTABLE DURING ROOF 
TIMBER REPAIR WORKS. THE MAIN CONTRACTOR IS TO ALLOW FOR 
TEMPORARY PROPPING IF REQUIRED. CONSIDER DESIGNING 
SCAFFOLDING TO PROVIDE LATERAL SUPPORT TO THE TOP LEVEL OF 
WALLS IF REQUIRED.

EXISTING GABLE WALL TO No 123 IS PARTIALLY UNRESTRAINED ALONG 
OLD MEDLOCK STREET AND THE INTERNAL WALL TO STAIRS IS 
UNSTABLE. ALLOW FOR INSTALLATION OF EMERGENCY REMEDIAL 
WORKS PRIOR TO COMMENCING GENERAL REPAIR AND ALTERATION 
WORKS TO No 123

EXISTING GABLE WALL TO No 125 ALONG WOOLLAM PLACE IS BOWED 
AND RESTRAINED BY HISTORIC REMEDIAL TIES. INSTALLATION OF 
FLOOR STRENGTHENING WORKS, INCLUDING NEW TIES AND 
DIAPHRAGM FLOOR TO BE UNDERTAKEN ON A ROOM BY ROOM BASIS 
AND ONE FLOOR AT A TIME TO PREVENT DESTABILISING WALL

PERIMETER WALLS ARE STABILISED BY THE EXISTING FLOOR ACTING 
AS A DIAPHRAGM. TO PREVENT DESTABILISING EXISTING WALLS ALL 
FLOOR STRENGTHENING WORKS, INCLUDING NEW TIES AND 
DIAPHRAGM FLOOR TO BE UNDERTAKEN ON A ROOM BY ROOM BASIS

LOAD BEARING INTERNAL WALL HAS BEEN HISTORICALLY ALTERED 
WITH  WALL ABOVE SUPPORT ON DOOR FRAME AND POOR QUALITY 
POST. MAIN CONTRACTOR TO PROVIDE TEMPORARY PROPPING AND 
RESTRAINT TO ALLOW INSTALLATION OF NEW SUPPORT FRAME

EXISTING OUTRIGGER TO REAR OF No 123 IS IN A POOR STATE 
OFREPAIR WITH AREAS OF PARTIAL COLLAPSE AND TEMPORARY 
PROPPING. FOLLOWING INSTALLATION OF EMERGENCY AND INFILL 
FLOOR WORKS TO No 123 AREA TO BE CAREFULLY CLEARED TO ALLOW 
FOR INSPECTION TO DETERMINE REMEDIAL WORKS REQUIRED
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LIVERPOOL ROAD,
MANCHESTER

REN - XX - 04 - 01140 -S -

2205-02

DR -

LEVEL 04 PLAN

GM KGDEC 22 RLC

STAGE 4

LRH -

1.

2.

REFER TO DRAWING LRH-REN-XX-XX-DR-S-00010 & 00011 FOR GENERAL NOTES

REFER TO DRAWING LRH-REN-XX-XX-DR-S-00015 FOR ELEMENT SCHEDULES

1.

2.

REFER TO DRAWING LRH-REN-XX-XX-DR-S-00010 & 00011 FOR GENERAL NOTES

REFER TO DRAWING LRH-REN-XX-XX-DR-S-00015 FOR ELEMENT SCHEDULES

•
•
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•
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EXISTING ROOF WORKS
FULL EXTENT OF REPAIR WORKS TO BE DETERMINED ON SITE. 
ALLOW FOR:
LOCALISED REPAIR/REPLACEMENT OF PERISHED RAFTERS
REPLACEMENT OF PERISHED SECTIONS OF WALL PLATE
LOCALISED REPAIR OF PERISHED TRUSS ENDS
REPAIR/REPLACEMENT OF PERISHED DRAGON TIES AND HIP 
RAFTER ENDS
LOCALISED REPAIR OF PERISHED PURLIN ENDS

REFER TO DETAILS 300 TO 304 ON DRAWING LRH-REN-XX-XX-DR-
S-03300 FOR TYPICAL REPAIR DETAILS

P01 STAGE 3 ISSUE 23.12.22 GM PW
P02 STAGE 4 ISSUE 05.05.23 GM PW
P03 REVISED STAGE 4 ISSUE 21.06.23 GM PW
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