
 

2. Extract  Air rate calculations 

 

 

 

The Pizza Oven Extract manufacturers only specify a minimum 

extract ventilation rate, so using the Thermal Convection method, an 

extract air volume of 1.034mᵌ has been calculated 

 

 

 

 

 

System Static Pressure (in pascals) has been calculated  from the 

drawn ductwork route at 275pa  however, once the route has been 

confirmed and the design frozen, this should be recalculated. 


