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First Floor Plan as Proposed

General notes

Any alterations to the fire alarm
system to be designed &
installed to BS.5839 Part 1 to
L1 standard

Any alterations to the emergency
lighting system to be designed &
installed to BS.5266 Part 1 & to
include open plan areas exceeding
30sg.m. & toilet accommodation

pire" Sglélgdraé to be provided in
accordance with BS.5499 Part 1

New ceilings to have Class 1 surface
spread of flame generally; Class O in
circulation areas.

1/2hr. fire resisting
FD30s door with intumescent
seal & self closer

External Walls :-
All existing external walls to receive 38mm insulated
pl/bd and skim

Lintols:-

Pressed metal galv. Lintols ( catnic or similar in accord.
Manufacturers load/span tables) min 150mm bearing
where clear span exceeds 1.2m.

Stud Partitions :-

New stud partitions to be 100 x 50 studs

at 900crs vertically & 450crs horizontally

& to be staggered .pl/bd & skim with scrim

cloth joints to both sides (2 layers to bathrooms).
100mm rockwool sound insulation between studs

contractor is responsible for locating existing drainage
runs and consulting build. control officer for inspection.

Internal Manholes:-
To have double sealed air tight screw down cover.

Deep Seal Traps:-
Bath, basin, shower & bidet to have deep seal traps.

SVP:-
Box in 1000 SVP. Flash through roof to external air &
provide birdcage.

Waste Pipes:- ( Dependant on branch connection
length)

wash basin & bidet waste min 329. Sink, bath & shower
waste min 40d.

Notes -
Do not scale from this drawing .

All dimensions to be checked on
site prior to the commencement of
works.

All work & drainage to be to the entire
satisfaction of the local authority ,
statutory undertakings & in accordance
with the current building regulations.

Any drains passing under building to
be exposed & encased in 150mm conc.

Al structural timber is to be stress graded
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