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THIS DRAWING SHALL BE READ IN CONJUNCTION WITH
ANY RELEVANT STRUCTURAL, ARCHITECTURAL AND
CONSULTANTS DRAWINGS/SPECIFICATIONS.

THIS DRAWING IS SUBJECT TO FULL CO—ORDINATION
OF M&E SERVICES.

FDS SHALL NOT BE INSTALLED WITHIN THE KITCHEN
EXTRACT SYSTEM. DUCTWORK SHALL BE WRAPPED WITH
FIRE RESISTANT MATERIAL AS PER DW172 AND THE
FIRE ENGINEERS REPORT.

FDS SHOULD BE PROVIDED ON SUPPLY AIR DUCTWORK
WHERE SHOWN ON DRAWINGS, AND ALSO WHERE
DUCTWORK PENETRATES THROUGH FIRE
COMPARTMENTS.

ALL EXTERNAL SUPPLY AND RETURN AIR DUCTWORK
TO BE INSULATED.

HEAVY GAUGE DUCTWORK TRANSITIONS TO BE USED
FOR FAN CONNECTIONS.

KITCHEN EXTRACT DUCTWORK SHALL BE CONSTRUCTED
OUT OF 18GUAGE (1.2MM THICK) STAINLESS STEEL
SHEET METAL.

THE CONSTRUCTION OF KITCHEN EXTRACT DUCTWORK
SHALL NOT HAVE CROSS BREAK FOLDS.

ALL DUCTWORK SYSTEMS SHALL BE FULLY ACCESSIBLE
FOR INSPECTION, CLEANING & MAINTENANCE.
REMOVABLE ACCESS DOORS SHALL BE PROVIDED AS
REQUIRED. TO ENABLE FULL ACCESS TO EACH ITEM
OF DUCTWORK MOUNTED EQUIPMENT. ACCESS DOORS
SHALL BE IN ACCORDANCE WITH DW144 + DW172.

FINAL CONNECTION POINTS TO KITCHEN HOODS SHALL
BE COORDINATED WITH THE KITCHEN FIT—-OUT
SPECIALIST.

ALL FANS AND SILENCERS TO BE COMPLETE WITH
FLEXIBLE CONNECTIONS AND ANTI—VIBRATION
MOUNTINGS.

ACCESS PANELS SHALL BE PROVIDED WHERE FIRE
DAMPERS PASS THROUGH A FIRE RATED WALL FOR
INSPECTION PURPOSES

CAPPING IS TO BE USED ON ALL DUCTWORK LOCATED
EXTERNAL

ATTENUATORS ARE TO BE SELECTED AND
MANUFACTURED TO SUIT A KITCHEN EXHAUST SYSTEM.
MELINEX LINED ATTENUATORS ARE ACCEPTABLE.

GREASE TRAPS ARE TO BE INSTALLED AT ALL LOW
POINTS OF KITCHEN EXTRACT DUCTWORK COMPLETE
WITH A 25MM@ CONNECTION TO DRAIN.

KITCHEN EXHAUST VOLUME CONTROL DAMPERS BLADES
SHALL BE CONSTRUCTED OUT OF STAINLESS STEEL.

KITCHEN EXTRACT HOODS ARE TO BE PROVIDED BY
OTHERS COMPLETE WITH SPIGOT CONNECTIONS.

THE KITCHEN EXTRACT SYSTEM SHALL BE VERTICALLY
DISCHARGED COMPLETE WITH A HIGH VELOCITY COWL. .
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