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note:survey by others

and all details should be check
measured on site before the
commencement of any work.
Ventilation system subject to
full design by specialist.

Note:ducts terminate above roof level

@ vertical air extract ducts from lower level

@ vertical air supply ducts from lower level

typical rooftop louvre tower vent
for supply/extract ventilation
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