
EXISTING PART BASEMENT PLAN
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PROPOSED PART BASEMENT PLAN
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SCALE 1:100 IN METRES
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CROSS BRACING

FORM NEW 1m WIDE OPENING
WITHIN EXISTING BLOCKWORK
WALL FOR ESCAPE CORRIDOR

FORM NEW OPENING WITHIN EXISTING
BLOCKWORK WALL FOR ESCAPE CORRIDOR - NEW
FD90S MID CORRIDOR DOOR TO BE INSTALLED

FORM NEW RAMPS WITHIN CORRIDOR EITHER SIDE
OF EXISTING CROSS BRACING FLOOR PLATE

MIN
1000

CROSS BRACING

CORRIDOR WALL TO BE SET OUT TO ALLOW
MIN WIDTH OF 1M BETWEEN CROSS BRACING

EXISTING WALL NEW WALL - 90MIN

ESCAPE CORRIDOR ESCAPE ROUTE
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NEW OPENING

NEW 90MIN FIRE RATED WALL
WITH NEW FD90S DOOR

NEW 90MIN FIRE RATED WALL
WITH NEW FD60S DOOR

NEW 90MIN FIRE RATED WALL
WITH NEW FD60S DOOR

NEW FD60S DOOR
TO VOID AREA

NEW 90MIN FIRE RATED WALL
WITH NEW FD60S DOOR

NEW FD60S DOOR
TO UPS AREA

INFILL EXISTING OPENING WITH
NEW 90MIN FIRE RATED WALL

INFILL EXISTING OPENING WITH
NEW 90MIN FIRE RATED WALL

EXISTING TIMBER DOUBLE DOORS TO BE REPLACED / REFURBISHED - DOORS TO
BE FITTED WITH PANIC BARS TO INTERNAL FACE WITH EXTERNAL KEY ACCESS

VOID

EMERGENCY LIGHT

SMOKE DETECTOR

FIRE ALARM CALL POINT

E

SD

ILLUMINATED EXIT SIGNEXIT

NEW 60MIN FIRE RATED ENCLOSURE FOR
SECONDARY LIFT CONTROL SIZE TBC

FD60S

NEW FD60S DOOR

BLUE LINE INDICATES ROUTE OF
PRIMARY ELECTRICAL SUPPLY
FROM SUBSTATION

GREEN LINE INDICATES ROUTE
OF SECONDARY ELECTRICAL
SUPPLY TO LIFT

CABLE IN RISER VOID

ELECTRICAL CABLE TO LIFT UP

BRITISH GYPSUM GYPWALL SINGLE FRAME A206187 (EN)
MAXIMUM HEIGHT - 3m    /    SOUND INSULATION - 53dB
FIRE INTEGRITY - 90MIN    /    FIRE INSULATION - 90MIN

NOTE: ALL BOARDS ARE TO HAVE STAGGERED JOINTS - ALL JOINTS WITHIN WALLS TO
BE TAPED AND FILLED TO OUTERMOST BOARD (APPLIES TO FULL HEIGHT) - WALLS TO
BE CONSTRUCTED FULLY IN ACCORDANCE WITH BRITISH GYPSUM DETAILS

NEW 90MIN WALL CONSTRUCTION - 1:5

2x 15mm BRITISH GYPSUM
GYPROC SOUNDBLOC BOARD

30
50

30

2x 15mm BRITISH GYPSUM
GYPROC SOUNDBLOC BOARD

BG GYPFRAME 48 S 50 'C' STUD @ 600mm CENTRES WITH
25mm ISOVER ACOUSTIC PARTITION ROLL WITHIN CAVITY

TO BE BOXED OUT VERTICALLY AND HORIZONTALLY WITH BRITISH GYPSUM LINING
SYSTEM TO ACHIEVE 120 MINUTES FIRE RESISTANCE (2 x 15mm GYPROC FIRE LINE BOARD)
FOR THE FULL LENGTH OF THE CABLE ROUTES THROUGHOUT THE BUILDING

WHERE THE CABLES PASS THROUGH THE FLOOR CONSTRUCTION/ WALL CONSTRUCTION
THE FIRE LINE BOARDING IS TO BE FIRE STOPPED.

NOTE: ALL BOARDS ARE TO HAVE STAGGERED JOINTS - ALL JOINTS TO BE TAPED AND
FILLED TO OUTERMOST BOARD

CABLE ROUTES TO PRIMARY AND SECONDARY LIFT CABLES
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