
 

3. Extract and Fresh Air rates calculations 

 

 

 

The Pizza Oven Extract rate is not specified by the manufacturers 

(ACUNTO)  however the exhaust connection is 250mm dia, so an 

extract volume of  0.4mᵌ/s has been selected 

 

 

 

The fresh Air replacement rate is calculated as 80% of the extract air 

rate, 

 

Therefore the fresh air replacement airflow rate is:- 

0.4mᵌ/s  x 0.8 = 0.33mᵌ/s 

 

 

System Static Pressure (in pascals) calculations are based on the 

design drawing, and are as per the following calculation sheets. 


