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Do not scale from this drawing.

All dimensions are to be checked on site prior to 
commencing works on site. Discrepancy found 
between information given on this drawing and that 
given elsewhere or recorded on site shall be notified 
immediately to the project architect in writing.
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FF ceilings & cornice

ROOMS F.31 / F.32 / F.33
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outline of cornice
(pink solid line) 

• Restricted access - Room is inaccessible due to collapsed ceiling and/or unsafe floor structure

• Limited cornice as noted on the plan

• Most of the ceiling has collapsed - the rest looks badly damaged

• Tiny bit of lath and plaster 
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ROOM F.30

• Restricted access - Room is inaccessible due to collapsed ceiling and/or unsafe floor structure

• No cornice

• Ceiling is gone completely

collapsed ceiling
(black dashed line)

collapsed ceiling
(black dashed line)


