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DRAINAGE SURVEY NOTES

- 2013 CCTV SURVEY SURFACE WATER DRAINAGE SHOWN IN PURPLE

- 2022 GPR SURVEY SURFACE WATER DRAINAGE SHOWN IN BLACK

- CONSIDERED THAT GPR SURVEY DATA SUPERCEEDS CCTV SURVEY DATA WHERE RELEVANT.

- ALL OTHER SERVICES SHOWN IN GREY
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DO NOT SCALE THIS DRAWING.

HEALTH AND SAFETY INFORMATION

IN ADDITION TO THE HAZARDS/RISKS NORMALLY ASSOCIATED WITH THE TYPES OF WORK
DETAILED ON THIS DRAWING, NOTE THE FOLLOWING

LOCATIONS TO BE CHECKED ONSITE BY CONTRACTOR PRIOR TO COMMENCEMENT OF WORKS.

CONSTRUCTION.

CONSTRUCTION ACTIVITIES IN CLOSE PROXIMITY TO LOW
PRESSURE GAS MAIN

MAINTENANCE/CLEANING/OPERATION.
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DECOMMISSIONING/DEMOLITION.

NOTES:
1. ALL DIMENSIONS ARE IN METERS UNLESS STATED
OTHERWISE.

2. THIS DRAWING IS TO BE READ IN CONJUNCTION
WITH ALL OTHER RELEVANT DRAWINGS.

3. THE EXISTING COMBINED SERVICES DATA WAS
TAKEN FROM ECS-ARP-SW-DR-CU-0001 EXISTING
COMBINED SERVICES.PDF RECEIVED FROM ARUP
15/07/2022.

4. THE GPR SURVEY DATA WAS TAKEN FROM
GR48864-UU-DR.dwg RECEIVED FROM SUBSCAN
24/01/2023 AND IS SHOWN IN GREY ON THE
COMBINED EXISTING UTILITIES PLAN.

5. TRENCH SURVEY DATA WAS TAKEN FROM 37349 -
ETIHAD SLIT TRENCH DATA.DWG RECEIVED FROM
GEOSPATIAL GEOTECHNICAL ENGINEERING LTD.
30/01/2023

6. THE DRAINAGE RECORDS DATA WAS TAKEN

FROM137954-25-11-2019-02-54-50.PDF RECEIVED
FROM UNITED UTILITIES 26/11/2019

LEGEND

SITE BOUNDARY

SURFACE WATER DIVERSION

PERMANENT WORKS DURING
SIW PHASE

INDICATIVE PERMANENT
WORKS

2013 GPR SURVEY SURFACE
WATER DRAINAGE

2022 GPR SURVEY SURFACE

. _ ‘K MH SD10

\ L CL: 60.747mAQD

IL: 56.212mAOD \
ol A | s e \
El e e S — =
% S— AR By \
£

520

‘1 TTEE MH 840

MHS41
CL: 60.656mAOD
IL: 58.730mAOD

SIS

=

CL: 60.632mAOD
IL: 58.756mAOD

L ¥ N =1

LENGTH 53M

FANDONED PIPEWORK

|IL: 59.074mAQOD

\A \/\L\hﬂ“rﬂ“

~|MH S37
CL: 60.636mAOD

:’ﬁf”ﬁ ‘i"]l | [

MH SD8
CL: 60.517mAOD
IL: 57. 013mAOD

t’\%“ﬁ:ﬂ ;

—
ut
=

\\ d

DIéCHARGE FROM EXISTING g'FADIUM ROOF TO ENTER
BELOW GROUND NETWORK AT THIS LOCATION. LOCATION TO
BE CONFIRMED BY ARCHITECTURAL AND MEP ENGINEERS.

—

I

=)

MH S33
CL: 60.664mAQD
IL: 59.366mAQOD

PIPE SIZE DEPENDANT ON FINALISED
FLOWS FROM EXISTING STADIUM ROOF
TO BE CONFIRMED BY MEP ENGINEERS

MH S34
CL: 60.624mAOD

IL: 59.234mAQD

/

{

MH SD7

IL: 57.500mAQD

CL: 60.570mAOD |/ "

WATER DRAINAGE

P01 ISSUED FOR SIW 01022023 CM CM

NH

Rev | Description

| Date | Iss'd |Rev‘d|App'd

SIW

Project Stage

INFORMATION

Status of Drawing

BURO HAPPOLD

3 Wellington Place Tel:  +44 (0)113 204 2200

NSE-BHE-ZX-XX-DR-CI-003201

Leeds Fax: +44 (0)870 787 4144

LS1 4AP Email: 0053810@burohappold.com

UK Web: www.burohappold.com

Client MCFC

Architect POPULOUS

Project ETIHAD CAMPUS NS

bTite SURFACE WATER SITE
IMPROVEMENT WORKS STRATEGY

Job No. Scale@A1

NSE 1:500

Drawn/Designed By. Checked By. Approved By.

CM CM NH

Drawing No. Revision

P01

gy.dwg

Stefan Gandler P:\0053810 MCFC North Stand\08 Cities - Infra\01_Sheet\NSE-BHE-ZX-XX-DR-CI-003201_Surface Water SIW Strate


AutoCAD SHX Text
Ashton Canal

AutoCAD SHX Text
FB

AutoCAD SHX Text
ESS

AutoCAD SHX Text
Etihad Campus

AutoCAD SHX Text
Lift

AutoCAD SHX Text
Tunnel

AutoCAD SHX Text
Tow Path

AutoCAD SHX Text
Shelter

AutoCAD SHX Text
Sportcity

AutoCAD SHX Text
Weir

AutoCAD SHX Text
Forge Lane

AutoCAD SHX Text
Bridge

AutoCAD SHX Text
FB

AutoCAD SHX Text
Lock

AutoCAD SHX Text
Lock

AutoCAD SHX Text
(Tram)

AutoCAD SHX Text
CR

AutoCAD SHX Text
Ward Bdy

AutoCAD SHX Text
Overflow

AutoCAD SHX Text
!

AutoCAD SHX Text
CAUTION

AutoCAD SHX Text
Survey Limited in This Area Due to Cabins and Vegetation

AutoCAD SHX Text
!

AutoCAD SHX Text
CAUTION

AutoCAD SHX Text
!

AutoCAD SHX Text
CAUTION

AutoCAD SHX Text
!

AutoCAD SHX Text
CAUTION

AutoCAD SHX Text
!

AutoCAD SHX Text
CAUTION

AutoCAD SHX Text
!

AutoCAD SHX Text
CAUTION

AutoCAD SHX Text
Unable to Locate Incoming  Gas Pipe

AutoCAD SHX Text
!

AutoCAD SHX Text
CAUTION

AutoCAD SHX Text
Survey Limited in This Area Due to Cabins and Vegetation

AutoCAD SHX Text
!

AutoCAD SHX Text
CAUTION

AutoCAD SHX Text
Survey Limited in This Area Due to Cabins and Vegetation


	Sheets and Views
	NSE-BHE-ZX-XX-DR-CI-003201_Surface Water SIW Strategy-NSE-BHE-ZX-XX-DR-CI-003201


