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AV AR VALVE BT — TEL(A)
BT BT INSPECTION COVER CABLE DUCT ED(A)
cB CONTROL BOX
CCTV ~ CCTV CAMERA POST FUEL GAUGE GU(D)
COM  COMMUNICATIONS COVER  TELECOMS —— COM(A)
cTv CABLE TV COVER EARTH CABLES EA(A)
DC DRAINAGE CHANNEL ELECTRIC E(A)
DP DOWN PIPE
DR DRAIN FUEL LINE F(A)
EIC ELEC INSPECTION COVER OFFSET FILL PIPES o(D)
ELB ELECTRIC BOX MAINS GAS G(A)
ER EARTH ROD MAINS WATER W(A)
P ELECTRICITY POLE WATER ABANDONED W(D)A
FFL FINISHED FLOOR LEVEL SEWER CW CWS(A) =3y
FH FIRE HYDRANT SEWER FW FWS(A)
G GULLY SEWER SW SWS(A)
GLT GROUND LIGHT VAPOUR RECOVERY VR(D)
GST  GAS TAP UNIDENTIFIED TRACE u(A)
Gsv GAS VALVE UNIDENTIFIED CABLE — UC-A UC=A =—
IC INSPECTION COVER UNIDENTIFIED PIPE — UP-A UP=A =—
IL INVERT LEVEL GTT FIBRE OPTIC TT(D)
KO KERB QUTLET SURVEY BOUNDARY LR B B N B B N § |
LP LAMP POST
MH MANHOLE
MKR  MARKER QUALITY LEVEL
opP OUTFALL PIPE
PN PYLON
PP PETROL PUMP A — Verification
RE RODDING EYE
RWP RAINWATER PIPE B1 — Horizontal/Vertical location using multiple techniques
SOF SOFFIT LEVEL
SV STOP VALVE B2 — Horizontal /Vertical location using a single technique
TCB TELEPHONE CALL BOX
TL TRAFFIC LIGHT B3 — Horizantal location using a single technique
LB TRAFFIC LIGHT BOX
TP TELEGRAPH POLE B4 — Assumed route
WM WATER METER
WO WATER OUTLET C — Site Reconnaissance
WST WATER STOP TAP
WsvV WATER STOP VALVE D — Desktop utility records search
EOT END OF TRACE
0SA OUT OF SURVEY AREA
uTL UNABLE TO LIFT
uTsS UNABLE TO SONDE
uTT UNABLE TO TRACE
S/L SIGNAL LOST
BLK BLOCKED
NFH NO FURTHER GPR CONTACTS
BD BACKDROP PIPE
NVP NO VISIBLE PIPE
CR CABLE RISER
SL SUMP LEVEL
TT TOP OF TANK LEVEL
[ EOT SYMBOL
NOTES:

All levels relate to O.S (Newlyn) Datum, Established using network RTK.
Survey plotted on a plane local grid, orientated to National Grid.
Due to the high density of the vegetation on site (annotated on the
drawing), levels/features were not possible to detail without suitable
vegetation clearance prior to our site visit.
This Underground Utilities survey was conducted in compliance with
the BSI PAS128:2014 standards.
Services linetypes display text indicating first an abbreviation of the
services' function (eg. EL = Electric Cable) followed by the Quality
Level to which that service was located (eg. B4 = Assumed route).
Lines annotated as GPR were located using only the Ground
Penetrating Radar and should be considered as Quality Level B2.
Quallity Level descriptions shown in the above legend are for

reference purposes only and are not intended as detailed

descriptions.
For full information on Quality Levels, please consult the
BSI PAS128:2014 standards document.
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