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LUMINAIRE SCHEDULE

SCHEDULE OF SYMBOLS

CEILING PENDANT C/W LED LUMINAIRE

ONE-WAY LIGHTING SWITCH

IP65 SURFACE MOUNTED BULKHEAD 12W

2 GANG LIGHTING SWITCH

IP65 WALL MOUNTED BULKHEAD 12W

TWO-WAY LIGHTING SWITCH

BATTEN HOLDER C/W LED LUMINAIRE

INTERMEDIATE LIGHTING SWITCH
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SPOTLIGHT BAR C/W 4NO. LED SPOTS

SINGLE UNSWITCHED SOCKET

WALL MOUNTED LED LUMINAIRE PHOTOCELL C/W UP AND DOWNLIGHT 2 x 7W

DOUBLE SWITCHED SOCKET

WALL MOUNTED LED LUMINAIRE 18W

DOUBLE SWITCHED SOCKET C/W 2no. USB PORTS
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GENERAL NOTES

1. DO NOT SCALE FROM THIS DRAWING.

2. ALL DIMENSIONS ARE MILLIMETRES U.N.O.

3. ALL LEVELS ARE IN METRES ABOVE ORDNANCE DATUM U.N.O.
4. ALL DRAWINGS SHALL BE READ IN CONJUNCTION WITH :

e THE KGA M&E TECHNICAL SPECIFICATION, SCHEDULES,
ARCHITECTURAL AND STRUCTURAL INFORMATION.

¢ CONSTRUCTION DESIGN AND MANAGEMENT (CDM) RISK
ASSESSMENT.

e THE FIRE ENGINEER'S SPECIFICATION / REPORT AND
ASSOCIATED FIRE COMPARTMENTATION DRAWINGS.

e THE ACOUSTIC CONSULTANT'S REPORT AND ASSOCIATED
DRAWINGS.
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BLOCKS 4-8 - FIRST FLOOR

GENERAL LIGHTING LAYOUT

BLOCKS 4-8 - SECOND FLOOR

GENERAL LIGHTING LAYOUT

BLOCKS 4-8 - FIRST FLOOR

FIRE DETECTION AND ALARM LAYOUT

BLOCKS 4-8 - SECOND FLOOR

FIRE DETECTION AND ALARM LAYOUT
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