
Adjacent condensers serving
neighboring property . 5 No units on
plant deck. Existing window overboarded internally.

Existing window with timber boarded top
sash.

Undercroft passagewayOpen passageway

Adjacent condensers serving
neighboring properties (Multiple units
located on adjacent roof)

Two new Ventaxia duct termination
points placed in existing window
boarding painted black to match exiting
colours. Window frames to remain as
existing and be decorated.

Passageway

Upper floors not part of application boundary.
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Proposed Daikin condensers
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Revision: B  - update to

window details and duct labels
following planning feedback.

Notes:

All dimensions are to be checked on site.

Any discrepancies between drawings and

physical site conditions must be reported to

DTS immediately. External wall thickness are

show as indicative only and should be

checked before construction work.

Drawings are for the sole use of the

instructing client only and are not to be

reproduced without prior permission.
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