
 

 

 

 

Purified Air’s Recommended Service Schedule for the REFLOW 0.9 unit 

Site – Pitch, Manchester 

 

Filtration included in the unit: 

• 3 x Mesh filters  
• 1 x G4 Panel filter 
• 1 x HEPA filter 
• 3 x Carbon filters 

 

Recommended filter schedule: 

1. Weekly cleaning of the mesh filters by staff 
2. Monthly replacement of the Panel filters by staff 
3. 4 Monthly replacement of HEPA filter 
4. 6 Monthly replacement of Carbon filtration 

 

Cost of the service schedule:  

Supply of Mesh filters x 3 and panel filter x 1, 2 monthly, £286+VAT 

HEPA x 1, 4 monthly, £230+VAT 

Carbon Site safe x 3, 6 monthly, £522+VAT 

 

Replacement Mesh Filters may be required every 2 months as allowed for above.  

 

 


