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section C-C as proposed
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study

bedroom 1

drawing room

 C  C

30mm of continuous ventilation to perimeter

of soffit

100x75mm treat s/w wall plate to be strapped

450mm down inner leaf @ 2000mm nom ctrs.

with galv. steel straps

line of 120mm deep flow gutter fixed to fall to

outlet on 20mm treat s/w fascia to receive

paint finish

line of 100mm sound attenuation quilt

between floor joists with 12,5mm

plaster board and skim to the soffit

existing ground floor

construction to be retained

existing first floor construction

to be retained

NEW GROUND FLOOR CONSTRUCTION

new ground floor construction  - 65mm sand cement screed laid over 130mm

kingspan TF70 zero ODP insulation on proprietary separation layers to manufacturer's

recommendations on 120mm insitu concrete site slab on visqueen 2000 DPM with all

taped and lapped joints on 150mm clean well consolidated sand blinded hard core

cavity filled with weak mix concrete to 150mm

below ground level

DPC at 150mm above ground level

new 850x250mm concrete strip footing min

depth 1000mm or to safe bearing strata to full

satisfaction of LA building inspector

assumed line of existing footing

line of new stud partitions
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