
EXISTING ELEVATION A-A

EXISTING ELEVATION B-B

EXISTING ELEVATION C-C
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SCALE 1:50 IN METRES

0

EXISTING ELEVATION D-D

LIKELY ARRANGEMENT OF
WINDOWS BEHIND

Second
Floor

PROPOSED ELEVATION C-C

317 315 311 & 309

EXISTING DOOR AND WALL TO END OF CORRIDOR
REMOVED AND NEW MATCHING DOOR / ARCHITRAVE AND
WALL INSTALLED TO FORM STORE WITH SERVICE VOID

NEW MATCHING
DOOR / ARCHITRAVE
TO ESCAPE STAIR

EXISTING MID CORRIDOR
DOORS RETAINED

EXISTING
DOOR

RETAINED

EXISTING DOOR
RETAINED - RE-HUNG
TO OPEN OPPOSITE WAY

EXISTING
DOOR

RETAINED

EXISTING DOORS TO HAVE
CLOSERS ADDED AND FIRE

PAINT PROTECTION APPLIED

EXISTING MID
CORRIDOR

DOORS
RETAINED AND

HELD OPEN

EXISTING DOORS TO HAVE
CLOSERS ADDED AND FIRE

PAINT PROTECTION APPLIED

EXISTING FEATURE ARCHED
MOULD DETAIL RETAINED

EXISTING FEATURE ARCHED
MOULD DETAIL RETAINED

EXISTING FEATURE ARCHED
MOULD DETAIL RETAINED

EXISTING CORNICE TO BE
RETAINED THROUGHOUT

ALL EXISTING ENCAPSULATION TO DADO HT TILING TO BE REMOVED AND
CONDITION OF EXISTING TILES TO BE ASSESSED / MADE GOOD WHERE REQUIRED

STAIR

PROPOSED ELEVATION B-B

308 310 312 314 316

EXISTING DOOR AND WALL TO END OF CORRIDOR
REMOVED AND NEW MATCHING DOOR / ARCHITRAVE AND

WALL INSTALLED TO FORM STORE WITH SERVICE VOID

NEW MATCHING
DOOR / ARCHITRAVE
TO BEDROOM

NEW MATCHING DOOR /
ARCHITRAVE TO BEDROOM

EXISTING DOOR /
ARCHITRAVE RETAINED -
DOOR FIXED SHUT

EXISTING DOORS TO HAVE
CLOSERS ADDED AND FIRE

PAINT PROTECTION APPLIED

EXISTING MID CORRIDOR DOORS
RETAINED

EXISTING OPENING TO BE INFILLED TO FORM
WALL WITH VOID BEHIND - EXISTING FEATURE
ARCHED MOULD DETAIL RETAINED

EXISTING DOOR /
ARCHITRAVE RETAINED

EXISTING FEATURE ARCHED
MOULD DETAIL RETAINED

EXISTING FEATURE ARCHED
MOULD DETAIL RETAINED

EXISTING FEATURE ARCHED
MOULD DETAIL RETAINED

EXISTING
DOOR

RETAINED

EXISTING
DOOR
RETAINED

ALL EXISTING ENCAPSULATION TO DADO HT TILING TO BE REMOVED AND
CONDITION OF EXISTING TILES TO BE ASSESSED / MADE GOOD WHERE REQUIRED

ALL EXISTING ENCAPSULATION ABOVE DADO'S TO BE REMOVED AND
CONDITION OF EXISTING WINDOWS TO BE ASSESSED / MADE GOOD
WHERE REQUIRED WITH A VIEW TO RETAINING EXISTING

EXISTING CORNICE TO BE
RETAINED THROUGHOUT

PROPOSED ELEVATION A-A

302 304 306 307

EXISTING FEATURE
ARCHED MOULD
DETAIL RETAINED

EXISTING FEATURE ARCHED
MOULD DETAIL RETAINED

EXISTING FEATURE ARCHED
MOULD DETAIL RETAINED

NEW MATCHING
DOOR / ARCHITRAVE

TO BEDROOM

NEW SKIRTING
TO MATCH

EXISTING DOOR /
ARCHITRAVE RETAINED

EXISTING DOOR /
ARCHITRAVE RETAINED

EXISTING DOORS TO HAVE
CLOSERS ADDED AND FIRE
PAINT PROTECTION APPLIED

EXISTING MID
CORRIDOR DOORS

RETAINED

EXISTING OPENING TO BE INFILLED TO FORM
WALL WITH VOID BEHIND - EXISTING FEATURE

ARCHED MOULD DETAIL RETAINED

EXISTING DOOR /
ARCHITRAVE RETAINED

ALL EXISTING ENCAPSULATION TO DADO HT TILING TO BE REMOVED AND
CONDITION OF EXISTING TILES TO BE ASSESSED / MADE GOOD WHERE REQUIRED

ALL EXISTING ENCAPSULATION ABOVE DADO'S TO BE REMOVED AND
CONDITION OF EXISTING WINDOWS TO BE ASSESSED / MADE GOOD

WHERE REQUIRED WITH A VIEW TO RETAINING EXISTING

EXISTING CORNICE TO BE
RETAINED THROUGHOUT

EXISTING OPENING TO BE
INFILLED TO FORM WALL TO

BEDROOM BEHIND

EXISTING DOOR AND WALL TO
END OF CORRIDOR REMOVED

EXISTING DOUBLE
DOORS RETAINED

EXISTING DOOR /
ARCHITRAVE RETAINED

PROPOSED ELEVATION D-D

EXISTING DOOR /
ARCHITRAVE RETAINED -

HUNG OPPOSITE

303

NEW MATCHING DOOR / ARCHITRAVE TO LIFT
CORRIDOR - EXISTING DADO HT TILING AND
WINDOW ABOVE TO BE ADAPTED TO SUIT

EXISTING DOOR RETAINED -
RE-HUNG TO OPEN
OPPOSITE WAY

EXISTING DOOR /
ARCHITRAVE
RETAINED

EXISTING DOOR / ARCHITRAVE
REMOVED AND OPENING INFILLED

EXISTING DOOR AND
WALL TO END OF
CORRIDOR REMOVED

EXISTING DOUBLE
DOORS RETAINED

EXISTING RISER DOOR REMOVED
AND OPENING INFILLED

EXISTING DOORS TO HAVE
CLOSERS ADDED AND FIRE
PAINT PROTECTION APPLIED

EXISTING MID
CORRIDOR DOORS

RETAINED

EXISTING OPENING TO BE INFILLED TO FORM
WALL WITH VOID BEHIND - EXISTING FEATURE
ARCHED MOULD DETAIL RETAINED

ALL EXISTING ENCAPSULATION TO DADO HT TILING TO BE REMOVED AND
CONDITION OF EXISTING TILES TO BE ASSESSED / MADE GOOD WHERE REQUIRED

ALL EXISTING ENCAPSULATION ABOVE DADO'S TO BE REMOVED AND
CONDITION OF EXISTING WINDOWS TO BE ASSESSED / MADE GOOD
WHERE REQUIRED WITH A VIEW TO RETAINING EXISTING

EXISTING FEATURE
ARCHED MOULD
DETAIL RETAINED

EXISTING FEATURE
ARCHED MOULD
DETAIL RETAINED

EXISTING FEATURE
ARCHED MOULD
DETAIL RETAINED

301

NEW MATCHING DOOR /
ARCHITRAVE TO MATCH
EXISTING

WINDOWS
REDUCED BY ONE
WINDOW SECTION

305

Second
Floor

LIFT

EXISTING THIRD FLOOR PLAN - NTS
B

B

A A
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C

C

PROPOSED THIRD FLOOR PLAN - NTS
B

B
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EXISTING & PROPOSED CORRIDOR ELEVATIONS

THIRD FLOOR LEVEL

1:50 @ A1

MAB46 AP18 E

SH DRAWN OCT 21

GREEN SHADED AREAS
EXISTING ENCAPSULATION WITH DADO HEIGHT WALL
TILES ASSUMED BEHIND - CONDITION AND EXTENT TO
BE CHECKED / ASSESSED WITH A VIEW TO RETAINING

BLUE SHADED AREAS
EXISTING ENCAPSULATION WITH WINDOWS
ASSUMED BEHIND - CONDITION AND EXTENT TO BE
CHECKED / ASSESSED WITH A VIEW TO RETAINING

RED SHADED AREAS
EXISTING WINDOWS AND DADO HEIGHT WALL TILES
WHERE ALTERATION / MODIFICATION REQUIRED IN
ORDER TO ACCOMMODATE NEW DOOR ACCESS

AM REV A -HATCHES KEY UPDATED 19.07.22 SP
BN REV B - UPDATED AS PER PLANNERS COMMENTS 21.06.23 SP
SP REV C - MINOR CORRECTIONS MADE 18.09.23
SP REV D - NOTES AMENDED (NO TILES TO BE REUSED FROM ELSEWHERE) 01.12.23

0m 52

1:50

410.5 3

REV E - UPDATED TO MATCH
CURRENT PLAN

PC OCT 25


