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Storage COMBINED DOMESTIC WATER & RESI SPRINKLERS
ACT. TANK SIZE: 8.0x2.5x3.0mh 
GIVING 60m3 NOM CAPACITY.

WET RISER SPRINKLER
ACT. TANK SIZE: 
8.0x4.0x3.0mh
GIVING 96m3 NOM. 
CAPACITY

COMM. SPRINKLER 
ACT. TANK SIZE: 9.0X5.0X3.0mh 
GIVING 135m3 NOM. CAPACITY. 
INTERNALLY FLANGED

COMM. SPRINKLER 
ACT. TANK SIZE: 14.0X3.5X3.0mh 
GIVING 147m3 NOM. CAPACITY. 
INTERNALLY FLANGED ALONG WALL

Culvert exclusion zone 
(indicative for final setting out, 
see SE below drainage 
information)

Culvert (indicative for final 
setting out, see SE below 
drainage information)
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